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FOR ALL NEW PANELBOARDS INSTALLED AND EXISTING PANELBOARDS THAT ARE MODIFIED.
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AT THE END OF EACH WORK DAY.


OPEN TRENCH TO BE PROTECTED BY TRAFFIC CONES AT ALL TIMES AND SHALL BE BACKFILLED32.


WITHOUT WRITTEN AUTHORIZATION FROM THE DEPARTMENT.


NO FACILITY SHALL BE WITHOUT GENERATOR POWER FOR GREATER THAN 30 CALENDAR DAYS31.


NEW PANELS, ATS, SWITCHES, ETC. 


CONTRACTOR SHALL NOT ATTACH TO OR UTILIZE ANY EXISTING SUPPORTS WHEN MOUNTING 30.


SHALL BE PROVIDED AFTER EQUIPMENT SUBMITTALS HAVE BEEN APPROVED.


DRAWINGS SHALL INDICATE PROPER CLEARANCES ARE MET PER NEC. COORDINATION DRAWINGS


INDICATING NEW EQUIPMENT INSTALLATIONS/MODIFICATIONS TO SCALE. COORDINATION


CONTRACTOR SHALL PROVIDE COORDINATION DRAWINGS SHOWING NEW ROOM LAYOUTS29.


EQUIPMENT AS NECESSARY.


FOR PROVIDING/INSTALLING GROUND LUGS, CONDUIT AND GROUNDING CONDUCTORS TO
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(GROUND ROD, WATER MAIN CONNECTIONS, METAL FRAME OF THE BUILDING, ETC) SHALL 


THE MAIN BONDING JUMPER GROUND POINT. THE NEUTRAL AND SERVICE GROUND


THE MAIN DISCONNECT INSTALLED ON THE LOAD SIDE OF THE METER SHALL SERVE AS28.


CIRCUIT BREAKERS SHALL BE COMPATIBLE WITH EXISTING PANELS.


KIC RATINGS MATCH THE EXISTING KIC RATING OF PANEL/CIRCUIT BREAKERS. NEW


CIRCUIT BREAKERS INSTALLED IN EXISTING PANELS SHALL BE SPECIFIED SO THAT THE27.


 


INCLUDING EXISTING CONDUCTORS. REFER TO CSI SPECIFICATION NO. 260553.


THE CONTRACTOR SHALL COLOR CODE ALL THE CONDUCTORS 26.


SUPPORTED APPROPRIATELY PER NEC. CONDUIT LAYING ON TOP OF DROP DOWN CEILINGS IS NOT ACCEPTABLE. 


CONDUITS THROUGH OFFICE CORE SHALL BE INSTALLED ABOVE DROP DOWN CEILINGS AND SHALL BE25.


SEDIMENTATION CONTROL SYSTEMS SHALL BE INCLUDED IN ITEM NO. 0219001. 


SEDIMENTATION CONTROL SYSTEMS AS SHOWN IN THE DETAILS OR AS DIRECTED BY THE ENGINEER. ALL 


THE CONTRACTOR IS RESPONSIBLE FOR FURNISHING, PLACING, MAINTAINING, AND REMOVING ALL 24.


THE RACEWAY OR BOX  IN ACCORDANCE TO THE NEC.


LESS THAN 1 1/2" MEASURED FROM THE LOWEST SURFACE OF THE ROOF DECKING TO THE TOP OF 


METAL-CORRUGATED SHEET ROOF DECKING, SHALL BE INSTALLED AND SUPPORTED SO THERE IS NOT 


ALL RACEWAY AND BOXES INSTALLED IN EXPOSED OR CONCEALED LOCATIONS UNDER 23.
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SEE DETAIL NO. 4 ON DRAWING NO. E-018 FOR CONDUIT IN TRENCH DETAILS. THE CONTRACTOR SHALL PROVIDE A 12" 19.


CONDUIT SWEEPS/STUB-UPS FOR ALL OTHER AREAS SHALL BE RGSC.


CONDUIT SWEEPS/STUB-UPS IN WALKWAYS AND PAVED AREAS SHALL BE PVC COATED RGSC.18.


SURFACE MOUNTED NO MORE THAN 18" AFG BEFORE PENETRATING THE EXTERIOR WALL. SEE DETAIL NO.1 ON DRAWING NO.E-018.


SERVICE CONDUITS ENTERING THE BUILDING FROM OUTSIDE THE BUILDING SHALL BE ROUTED17.


INSIDE THE ELECTRICAL ROOM 12" AFF WITH PULL ROPE CAPPED AT EACH END OR AS INDICATED ON DRAWINGS.


PARALLEL SETS OF CONDUCTORS SHALL BE RUN IN SEPARATE CONDUITS. SPARE CONDUIT SHALL BE TERMINATED16.


THE UTILITY'S FORCES. 


NPU A MINIMUM NOTICE OF FOUR WEEKS PRIOR TO REQUIRING THE INITIATION OF ANY WORK TO BE COMPLETED BY


PORTION OF PROJECT WORK AND DISCONNECTION OF SERVICE. THE CONTRACTOR SHALL GIVE EVERSOURCE, UI, AND 


THE CONTRACTOR SHALL CONTACT EVERSOURCE, UI, AND NPU REPRESENTATIVE TO COORDINATE THE POWER UTILITY'S15.


CONVERTED TO EMT.


TO BE INSTALLED AND EXTENDED BEYOND THE 10 FOOT HEIGHT SHALL BE


ABOVE FINISHED FLOOR SHALL BE RGSC. CONDUIT RACEWAYS SPECIFIED
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ALL EXPOSED CONDUIT INSTALLED IN THE BAY AREAS, ELECTRICAL AND MECHANICAL ROOMS14.


OTHERWISE NOTED.


MEANS OF MOUNTING SHALL BE PER MANUFACTURER'S SPECIFICATIONS UNLESS13.


CONDUIT AND BOXES IN CMU WALLS SHALL BE CONCEALED.


CONTRACTOR SHALL HANG ALL OVERHEAD CONDUITS IN BAYS WITH BEAM CLAMPS. ALL 


WIRING ALLOWED) - NO CONDUIT ALLOWED IN FLOOR SLAB, UNLESS OTHERWISE NOTED. 


ALL WIRING IN BAYS AND SHOPS SHALL BE FED OVERHEAD IN CONDUIT (NO EXPOSED 12.


CONDUCTORS SHALL BE ALLOWED UNLESS WHERE SPECIFICALLY NOTED OTHERWISE.


CONDUCTORS FOR ALL THE ELECTRICAL SYSTEMS SHALL BE RUN IN CONDUIT NO EXPOSED11.


ELECTRICAL EQUIPMENT BELOW. SEE NEC ARTICLE 110.26 FOR FURTHER DETAILS. 


THAT OCCURRENCES SUCH AS LEAKS, CONDENSATION, AND BREAKS DO NOT DAMAGE 


ABOVE THE DEDICATED SPACE MUST INCLUDE PROTECTIVE EQUIPMENT THAT ENSURES 


INSTALLATION. FOREIGN SYSTEMS (SUCH AS WATER PIPING) INSTALLED DIRECTLY 


CEILING, WHICHEVER IS LOWER, SHALL BE DEDICATED TO THE ELECTRICAL


FROM THE FLOOR TO A HEIGHT OF 6' ABOVE THE EQUIPMENT OR TO THE STRUCTURAL


SWITCHBOARDS, PANEL BOARDS, AND MOTOR CONTROL CENTERS EXTENDING UP


THE SPACE EQUAL TO THE WIDTH AND DEPTH OF SERVICE EQUIPMENT, 10.


MATERIAL SHALL BE APPLIED TO BOTH SIDES OF FIRE RATED WALL PENETRATION.


RESISTANCE RATED WALLS IN ACCORDANCE WITH SPECIFICATION NO. 260544. FIRE STOP


FIRE STOP AROUND ALL ELECTRICAL CONDUIT PENETRATIONS THROUGH FIRE 


PATCH AROUND ALL ELECTRICAL CONDUIT PENETRATIONS THROUGH WALLS. INSTALL 9.


ON ALL SIDES. 


TREATED ON ALL SIDES, AND PAINTED WITH TWO COATS OF BLACK ENAMEL


ALL PANELBOARDS SHALL BE MOUNTED ON ƒ"  FIRE RETARDANT PLYWOOD, 8.


ALL CIRCUITS SHALL HAVE SEPARATE NEUTRAL CONDUCTOR FROM ELECTRICAL PANELS.7.


CONDUIT ROUTING SHOWN ON THE PLANS ARE ONLY DIAGRAMMATIC IN NATURE. 6.


INCLUDED WITH PHASE WIRING.


ALL FEEDER AND BRANCH CIRCUITS SHALL HAVE AN EQUIPMENT GROUND CONDUCTOR 5.


FIXTURES, DEVICES, ETC, IN ORDER TO AVOID INTERFERENCE.


INSTALLER SHALL COORDINATE ALL WORK WITH OTHER DIVISION TRADES, LOCATE 4.


INSTALLERS SHALL, IN A WORKMANLIKE MANNER, PROVIDE COMPLETE OPERABLE SYSTEMS.3.


GREATER THAN THE AVAILABLE SHORT-CIRCUIT CURRENT AT ITS SUPPLY TERMINAL.


INTERRUPTING CAPACITY OF ELECTRICAL EQUIPMENT SHALL BE EQUAL TO OR2.


MINIMUM CONDUIT SIZE SHALL BE ƒ" AS OUTLINED IN SPECIFICATION SECTION 260533.


DUE TO NUMBER OF LOADED CONDUCTORS SHARING A PARTICULAR RACEWAY. 


WIRING SIZE SHALL BE ADJUSTED AS NECESSARY TO REFLECT AMPACITY DERATING 


#12 AWG. BRANCH CIRCUITS EXCEEDING 100 FEET IN LENGTH SHALL BE #10 AWG.


MINIMUM SIZE WIRE FOR POWER AND LIGHTING PANELS CIRCUITS SHALL BE1.
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ANNUNCIATOR.


GENERATOR REMOTE 


INSTALL SURFACE MOUNTED


INSTALL BOLLARD (TYP.)


150 AMP PANEL LPE


EXISTING SINGLE PHASE,


120/240 VOLT PANEL (MDP)


EXISTING 600 AMP, 3 PHASE,


UTILITY CABINET.


DISCONNECT AND 


EXISTING 600A MAIN 


250 AMP PANEL PP1


EXISTING SINGLE PHASE,


INSTALL SPD


NEMA 1 JUNCTION BOX.


INSTALL 6"X6"X4",


120/240 VOLT, NEMA 1 ATS


INSTALL 600 AMP, 2 POLE


MANUFACTURER'S RECOMMENDATIONS.


BONDING TO GENERATOR PER 


USING #6 AWG BARE COPPER GND. 


ROD AND BOND TO GENERATOR/ENCLOSURE


INSTALL 3/4" X 10' BURIED GROUND


4


3


2


1


E-003REPLACEMENT
 


RR


ON DRAWING NO. E-018


SEE DETAIL NO. 1 


3
1


2


200 AMP ATS.


REMOVE EXISTING 


DRAWING NOTES:


    CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS  


(1) 3/4" SCHEDULE 80 PVC CONDUIT (GENERATOR TO ANNUNCIATOR) WITH


    CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" SCHEDULE 80 PVC CONDUIT (ATS SIGNAL TO GENERATOR) WITH


    (2)#12 AWG. AND (1) #12 AWG. GROUND (RECEPTACLE)


    (2)#12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


    (2)#12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" SCHEDULE 80 PVC CONDUIT (PANEL PP3 TO GENERATOR) WITH


    (3) 250 KCMIL. AND (1) #4 AWG. GROUND


(1) 3" SCHEDULE 80 PVC CONDUIT (GENERATOR POWER TO ATS) WITH


INSTALL 4 WAY CONDUIT IN TRENCH:


PAVED AREA


PAVED AREA


AND INSTALL 30A FUSING FOR SPD.


WITH THE APPROPRIATE FUSE REDUCERS


INSTALL 60 AMP FUSED DISCONNECT


4


1
3


4


INSTALL PVC COATED RGSC SWEEPS/STUB-UPS ON CONDUITS ENTERING THE BUILDING. 6.


COORDINATE INSTALLATION OF BOLLARDS WITH CONDUIT TO AVOID CONFLICTS.


ENSURE BOLLARDS DO NOT INTERFERE WITH GENERATOR ACCESS DOORS. 5.


TO PROVIDE ENOUGH ROOM FOR EQUIPMENT.


DISCONNECTS MAY BE MOUNTED ABOVE OR BELOW ELECTRICAL EQUIPMENT4.


EQUIPMENT INFORMATION AND CONNECTIONS BETWEEN EQUIPMENT.


REFER TO THE ONE-LINE DIAGRAM ON DRAWING NO. E-004 FOR3.


GENERATOR LOCATION WITH ENGINEER.


DIMENSIONS SHOWN ARE APPROXIMATE. COORDINATE FINAL 2.


REFER TO DRAWING NO. E-002 FOR GENERAL NOTES.1.


EXISTING COMMUNICATION EQUIPMENT


LOCATION OF NEW PANEL "PP3"


REMOVE CONDUCTORS.


AND ASSOCIATED COMPONENTS.


REMOVE EXISTING GENERATOR


APPROVED BY THE ENGINEER. 


COMPATIBLE MATERIALS AND ACCEPTABLE MEANS AND METHODS 


THE CONTRACTOR SHALL MATCH EXISTING WALL/CEILING USING


BE REPAIRED AND SEALED TO MATCH THE EXISTING WALL/CEILING.


EXISTING PENETRATIONS FOR EXHAUST AND INTAKE SHALL


2


MPW


2


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS.


(1) 3/4" CONDUIT (GENERATOR TO REMOTE ANNUNCIATOR) WITH


(3) #3 AWG AND (1) #8 GND.


(1) 2" CONDUIT (MDP TO WELDER) WITH


TWO SETS IN PARALLEL OF [(3) 350 KCMIL. AND (1) #1 AWG. GROUND]    


(2) 3" CONDUIT (ATS TO MDP) WITH


TWO SETS IN PARALLEL OF [(3) 350 KCMIL. AND (1) #1 AWG. GROUND]    


(2) 3" CONDUIT (MDS TO ATS) WITH


(3) #3 AWG AND (1) #8 GND.


(1) 2" CONDUIT (MDP TO NEW PANEL PP3) WITH


  ROOM


GENERATOR


  ROOM


ELECTRICAL  


CLERKS OFFICE


ENTRANCE/HALLWAY


GARAGE/BAY-AREA


DRAWING NO. E-018


REFLECT DETAIL NO. 3 ON


INSTALL MAIN GROUND TO 


  ROOM


MECHANICAL 


4


3


2


1


BOX FOR ATS POWER CONDUITS.


INSTALL NEMA 1 JUNCTION 


120/240 VOLT NATURAL GAS GENERATOR.


INSTALL 60KW/60KVA, 1 PHASE,


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS.


(1) 3/4" CONDUIT (ATS TO REMOTE ANNUNCIATOR) WITH


    CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS  


(1) 3/4" CONDUIT (GENERATOR TO ANNUNCIATOR) WITH


    CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" CONDUIT (ATS SIGNAL TO GENERATOR) WITH


    (2)#12 AWG. AND (1) #12 AWG. GROUND (RECEPTACLE)


    (2)#12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


    (2)#12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" CONDUIT (PANEL PP3 TO GENERATOR) WITH


    (3) 250 KCMIL. AND (1) #4 AWG. GROUND


(1) 3" CONDUIT (GENERATOR POWER TO ATS) WITH


INSTALL 4 WAY SURFACE MOUNTED CONDUITS:


 USING STAINLESS STEEL ANCHOR BOLTS. 


  THE PAD PER MANUFACTURER'S REQUIREMENT


THE GENERATOR SHALL BE FASTENED TO 


    AROUND THE BOLLARD. SEE NOTE. 5


CONDUITS SHALL BE INSTALLED 


GENERATOR PAD, SEE DETAIL NO. 4 ON DRAWING NO.E-017
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200 AMP


LPE


150 AMP


LP2


150 AMP


PANEL


BLOCK HEATER


60 AMP


PP2


250 AMP


LP1


150 AMP


ELECTRICAL ROOM


BAY AREA


1ONE-LINE DIAGRAM


EXISTING CONDITIONS 


SCALE: NTS


SPD


PANEL


CONTROL


GENERATOR


CIRCUIT BREAKER


250A GENERATOR MAIN 


ANNUNCIATOR


REMOTE


GENERATOR


EXTERIOR


(REMOTE MONITORING)


CONDUCTORS PER MANUFACTURER IN 3/4" C.


DISCONNECT


FUSED


600 AMP


CHARGER


BATTERY


HEATER


BLOCK


ELECTRICAL ROOM


PER MANUFACTURER'S RECOMMENDATIONS.


GND. BONDING TO GENERATOR


USING #6 AWG BARE COPPER


ROD AND BOND TO GENERATOR/ENCLOSURE


INSTALL ƒ" X 10' BURIED GROUND


NATURAL GAS GENERATOR ENCLOSURE


60KW/60KVA, 1.0 P.F.


METER


UTILITY


METER


UTILITY


         


(MAIN POWER)


(3) 250 KCMIL. AND (1) #4 AWG. GND IN 3" C.


CLERKS OFFICE


RECEPTACLE


PP1


250 AMP


LPE


150 AMP


LP1


150 AMP


PP2


250 AMP


PANEL


BLOCK HEATER


60 AMP


MDP


600 AMP


2


SCALE: NTS


ONE-LINE DIAGRAM


PROPOSED 


DISCONNECT


FUSED


600 AMP


        GENERATOR ROOM


GENERATOR


DISC.


FUSED


60 AMP


(STARTING SIGNAL)


CONDUCTORS PER MANUFACTURER IN 3/4" C. ENCLOSURE


NEMA 1 


ATS 


2 POLE


600 AMP


DRAWING NOTES:


ALARM PANEL


  SUPPLY


NATURAL GAS


IN 3/4" C.


(3) #6 THHN, (1) #10 GND


(GENERATOR BLOCK HEATER, BATTERY CHARGER, AND RECEPTACLE)


(6) #12 AWG. AND (3) #12 AWG. GND IN 1" C.


E-004


E-004


 THE NEWLY INSTALLED CIRCUIT BREAKER. 


 DOUBLE TAPPED CONDUCTORS FROM CKT #13 TO 


 SPACE IN THE PANEL AND RELOCATE ONE OF THE 


-INSTALL ONE NEW 20A CIRCUIT BREAKER IN A SPARE 


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING PP1 PANEL: 


(ATS STATUS SIGNAL)


CONDUCTORS PER MANUFACTURER IN 3/4" C.


 THE NEWLY INSTALLED CIRCUIT BREAKER. 


 DOUBLE TAPPED CONDUCTORS FROM CKT #16 TO 


 SPACE IN THE PANEL AND RELOCATE ONE OF THE 


-INSTALL ONE NEW 20A CIRCUIT BREAKER IN A SPARE 


 GROUNDING BAR (5 CONDUCTORS).


 CONDUCTORS FROM THE NEUTRAL BAR TO THE NEW 


 AND RELOCATE/EXTEND ALL EQUIPMENT GROUNDING 


-INSTALL A GROUNDING BAR IN THE EXISTING PANEL 


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING LP1 PANEL:


IN 3/4" C.


(3) #10 THHN, (1) #10 GND


EAST GRANBY


EAST GRANBY
DETAILS


170-3369
FACILITIES GENERATOR


REPLACEMENT


RR


MPW
E-004


AND INSTALL 30A FUSING.


WITH THE APPROPRIATE FUSE REDUCERS 


INSTALL 60A FUSED DISCONNECT 


BREAKERS. 


APPROPRIATELY TO MATCH THE EXISTING CIRCUIT


CONDUCTORS AND ENSURE THEY ARE SIZED


TO CIRCUIT BREAKERS PP1 & PP2 WITH COPPER


REPLACE ALUMINUM CONDUCTORS CONNECTED 


-INSTALL 100A CIRCUIT BREAKER FOR WELDER.


-INSTALL 100A CIRCUIT BREAKER TO FEED NEW 125A PANEL PP3.


-INSTALL MOUNTING KITS AS REQUIRED.


 THE CORRECT IDENTIFICATION COLOR CODE SCHEME.


-ALL CONDUCTORS SHALL BE IDENTIFIED WITH 


 TO CIRCUIT BREAKERS PP1 & PP2 WITH COPPER CONDUCTORS.


-REPLACE ALUMINUM CONDUCTORS CONNECTED 


 GROUNDING CONDUCTOR FROM THE ATS.


-INSTALL A GROUNDING LUG AND TERMINATE INCOMING 


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING MDP:


FOR SPD DISCONNECT.


APPROPRIATE LOAD SIDE LUGS


ATS TO BE PROVIDED WITH 


-INSTALL 6 SPARE 20A CIRCUIT BREAKERS.  


SEPARATE 20A CIRCUIT BREAKERS.


BLOCK HEATER, AND RECEPTACLE USING THREE


-INSTALL AND FEED THE GENERATOR BATTERY CHARGER, 


NEWLY INSTALLED PANEL PP3:


THE FOLLOWING WORK SHALL APPLY TO THE 


  


 INSTALLED 125A PANEL PP3. 


 THE MAIN LUGS TO THREE 20A CIRCUIT BREAKERS IN THE NEWLY 


-RELOCATE SMALLER DOUBLE TAPPED CONDUCTORS INSTALLED ON 


 AND 15 TO THE NEWLY INSTALLED CIRCUIT BREAKERS. 


 AND RELOCATE DOUBLE TAPPED CONDUCTORS FROM CKT'S 9,14, 


-INSTALL THREE NEW 20A CIRCUIT BREAKERS IN SPARE SPACES 


 GROUNDING BAR (7-9 CONDUCTORS).


 CONDUCTORS FROM THE NEUTRAL BAR TO THE NEW 


 AND RELOCATE/EXTEND ALL EQUIPMENT GROUNDING 


-INSTALL A GROUNDING BAR IN THE EXISTING PANEL 


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING LPE PANEL:


DISCONNECT


WELDER


100A


 CONDUCTORS TO THE NEWLY REPLACED LP2 PANEL.


-CKT#4 IS DOUBLE TAPPED. RELOCATE ONE OF THE


 GROUNDING BAR (5 CONDUCTORS).


 CONDUCTORS FROM THE NEUTRAL BAR TO THE NEW 


 AND RELOCATE/EXTEND ALL EQUIPMENT GROUNDING 


-INSTALL A GROUNDING BAR IN THE EXISTING PANEL 


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING PP2 PANEL:


AND 150A MCB


150A PANEL


WITH NEW


LP2


150 AMP


REPLACE


TO MATCH EXISTING PANEL FRAME.


RELOCATED). PROVIDE AND INSTALL SCREW TYPE COVER


NEW PANEL LP2. (30-35 CIRCUIT CONDUCTORS TO BE 


CIRCUITS SHALL BE SPLICED AND EXTENDED TO THE 


FRAME AS A JUNCTION BOX. ALL FEEDERS AND BRANCH


REMOVE INTERIOR PANEL COMPONENTS AND USE PANEL


EXISTING WATER MAIN BONDING


REPAIR GARAGE


FOR NEW PANEL LOCATION


SEE DRAWING NO. E-003


PANEL "PP3"


125A 


 24 CIRCUIT, 


 120/240V, 1P,


NEW


 ORANGE/YELLOW TO BLACK/RED.


 HOT CONDUCTORS SHALL BE CHANGED FROM 


-CONDUCTOR IDENTIFICATION FOR THE


 CHANGED FROM GREEN TO WHITE.


 NEUTRAL CONDUCTORS SHALL BE 


-CONDUCTOR IDENTIFICATION FOR 


 AND NEWLY INSTALLED GROUNDING BAR.


-INSTALL MAIN SYSTEM JUMPER BETWEEN THE NEUTRAL


 TO NEW GROUND BAR (EG: WATER PIPE, ETC).


-INSTALL GROUND BAR AND RELOCATE GROUND CONDUCTORS


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING MDS:


ON DRAWING NO. E-018.


TO REFLECT DETAIL NO. 3


INSTALL MAIN GROUND FROM PANEL "PP2". 


EXISTING CONDUCTORS THAT ORIGINATE 


FEED NEW PANEL "LP2" USING 


(3) #3 AWG. AND (1) #8 AWG. GROUND 


(1) 2" CONDUIT WITH


(3) #3 AWG. AND (1) #8 AWG. GROUND 


(1) 2" CONDUIT WITH


TWO SETS IN PARALLEL OF [(3) 350 KCMIL. AND (1) #1 AWG. GROUND] 


(2) 3" CONDUITS WITH


[(3) 350 KCMIL. AND (1) #1 AWG. GROUND] 


TWO SETS IN PARALLEL OF


(2) 3" CONDUITS WITH


ADD BONDING JUMPER BEFORE AND AFTER WATER METER.7.


IN EXISTING EQUIPMENT TO PROPERLY TERMINATE CONDUCTORS.


THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING AND INSTALLING APPROPRIATE LUGS6.


5.   REFER TO THE EAST GRANBY SITE PLAN ON DRAWING NO. E-003 FOR CONDUCTOR SIZING.


CONDUCTORS WITHIN THE GENERATOR ENCLOSURE SHALL BE PER MANUFACTURER'S RECOMMENDATIONS.4.


EXISTING EQUIPMENT IS SHOWN IN LIGHT FONT.3.


GENERATOR WEATHER PROOF ENCLOSURE AND SHALL BE APPROPRIATELY IDENTIFIED.


THE CONTRACTOR SHALL PROVIDE MANUAL SHUTDOWN LOCATED EXTERNAL TO THE 2.


ALL CONDUIT WITHIN GENERATOR ENCLOSURE SHALL BE MINIMUM ƒ".1.
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DRAWING NOTES:


WALKWAY


FOR TANK MONITORING CIRCUIT


INSTALL EXPLOSION PROOF EY FITTING


REPAIRED IN KIND (TYP.)


CURBING SHALL BE


AROUND BOLLARD. SEE NOTE NO.4


CONDUITS SHALL BE INSTALLED


ON DRAWING NO. E-017


GENERATOR PAD SEE DETAIL NO.4


SEE NOTE NO. 4


INSTALL BOLLARD (TYP.)


120/208 VOLT DIESEL GENERATOR


INSTALL 275KW/344KVA, 3 PHASE,


USING STAINLESS STEEL ANCHOR BOLTS.


PAD PER MANUFACTURER'S REQUIREMENTS


THE GENERATOR SHALL BE FASTENED TO THE 


EXISTING UTILITY POLE (TYP)


GRASS
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MANHOLE (TYPICAL)
SEWER GRATE (TYPICAL)


REPAIRED IN KIND (TYP.)


WALKWAY SHALL BE 


EXISTING BUILDING


ISLAND


GRASS


(LOBBY)


MANUFACTURER'S RECOMMENDATIONS.


BONDING TO GENERATOR PER 


USING #6 AWG BARE COPPER GND. 


ROD AND BOND TO GENERATOR/ENCLOSURE


INSTALL ƒ" X 10' BURIED GROUND


RR


MPW


3
2
'


LINE THICKNESS SHALL BE 4".


REPLACE PAVEMENT MARKINGS IN KIND. 


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS 


(1) ƒ" SCHEDULE 80 PVC CONDUIT (TMS TO GENERATOR TANK) WITH


BAS CONDUCTORS PER TRANE'S RECOMMENDATIONS


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS AND


(1) 1" SCHEDULE 80 PVC CONDUIT (GENERATOR TO ANNUNCIATOR & GENERATOR TO BAS) WITH


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) ƒ" SCHEDULE 80 PVC CONDUIT (ATS SIGNAL TO GENERATOR) WITH


(2) #10 AWG. AND (1) #10 AWG. GROUND (RECEPTACLE)


(2) #10 AWG. AND (1) #10 AWG. GROUND (BLOCK HEATER)


(2) #10 AWG. AND (1) #10 AWG. GROUND (BATTERY CHARGER)


(1) 1" SCHEDULE 80 PVC CONDUIT (PANEL ELP-1A TO GENERATOR) WITH


FOUR SETS IN PARALLEL OF [(4) 350 KCMIL. AND (1) 3/0 AWG. GROUND]


(4) 3" SCHEDULE 80 PVC CONDUIT (GENERATOR POWER TO ATS) WITH


INSTALL 8 WAY CONDUIT IN TRENCH:


INSTALL LB FITTINGS TO ENTER THE BUILDING AS REQUIRED. 


SHALL BE PAINTED TO MATCH THE COLOR OF THE EXISTING TILES. 


CEILING TO THE STORAGE ROOM. THE CONDUITS ON THE EXTERIOR


WIDE TILED SECTION AND PENETRATE ABOVE THE DROP DOWN 


ALL CONDUITS SHALL BE SURFACE MOUNTED RGS UP ALONG 5FT 


  TO ACCOMMODATE IN-TANK PROBE.


6. INSTALL SCHEDULE 40 STEEL PIPE OF LENGTH REQUIRED IN TOP OF FUEL TANK


5. INSTALL RGSC SWEEPS/STUB-UPS ON CONDUITS ENTERING THE BUILDING.


  COORDINATE INSTALLATION OF BOLLARDS WITH CONDUIT TO AVOID CONFLICTS.


4. ENSURE BOLLARDS DO NOT INTERFERE WITH GENERATOR ACCESS DOORS. 


  EQUIPMENT INFORMATION AND CONNECTIONS BETWEEN EQUIPMENT.


3. REFER TO THE ONE-LINE DIAGRAM ON DRAWING NO. E-007 FOR


2. COORDINATE FINAL GENERATOR LOCATION WITH ENGINEER.


1. REFER TO DRAWING NO. E-002 FOR GENERAL NOTES
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SCALE: ‰" = 1'-0"


REMOVE CONDUCTORS.


ACCESSORIES.


400A ATS AND 


SALVAGE EXISTING 


BREAKER RATING PLUG.


PLUG WITH A 1200A CIRCUIT 


CIRCUIT BREAKER RATING


REPLACE THE EXISTING 1600A


SECTIONS.


SWITCHBOARD


SEPARATE THE TWO


SPLICE BARS TO 


REMOVE EXISTING 


EXISTING UTILITY METER


UNLESS APPROVED BY THE ENGINEER (TYP.).


SHALL BE DONE AFTER WORK HOURS 


WORK PERFORMED IN OFFICE SPACE


PROPERLY TERMINATE FEEDERS.


FOR THE GE SWITCHBOARD IN ORDER TO 


INSTALL UL LISTED LUGS AND COMPONENTS 


AND RENAME AS "EMDPA".


"TRANSFER SWITCH" 


BREAKER LABELED AS 


USING THE EXISTING CIRCUIT 


REFEED PANELBOARD EMDPA


FEEDS


PANELBOARD 


EXISTING 


EQUIPMENT


EXISTING BAS 


 FUEL TANK


GENERATOR


1


1


1


1


4


3


2


5


SALVAGE BATTERY CHARGER SALVAGE DIESEL TANK


 ROOM


STORAGE


"EMDPA"


PANELBOARD 


EXISTING 


(1) #3 AWG. GND


WITH (4) 500 KCMIL AND 


(1) 4" CONDUIT (S.B. TO EMDPA) 


BAY AREA


BOILER ROOM


MENS RM
  RM


WOMENS


LUNCH ROOM


CORRIDOR


OFFICE


PRIVATE


ELE. ROOM


ROOM


COMPUTER


RM


MACH.


ROOM


COMM.
OFFICE


PRIVATE


ENGINEER


SUPERVISING


SURVEYING ROOM


OFFICE


PRIVATE


CORRIDOR


CORRIDOR


STAIRWAY


NEMA 1 ATS


3-POLE, 120/208 VOLT, 


INSTALL 1200A,
FOR RUN FROM SWITCHBOARD UTILITY SECTION TO ATS


FOUR SETS OF [(4) 350 KCMIL. + (1) 3/0 AWG. GND. IN 3" C.]


CIRCUIT.


FITTING FOR TANK MONITORING 


INSTALL EXPLOSION PROOF EY


5
1


1
1


1
4


3
2


2


REFER TO DRAWING NO. E-005.


FOR UNDERGROUND CONDUIT RUN. 


FOR RUN FROM ATS TO SWITCHBOARD DISTRIBUTION SECTION


FOUR SETS OF [(4) 350 KCMIL. + (1) 3/0 AWG. GND. IN 3" C.]
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SCALE: NTS


A


ONE-LINE DIAGRAM


BUILDING AUTOMATION SYSTEM 


E-006


A


A


TO BUILDING


  ADJACENT 


GENERATOR


TO LUNCH RM


  ADJACENT


STORAGE RM


GENERATOR PER GENERATOR MANUFACTURER'S RECOMMENDATIONS. 


CONTRACTOR SHALL MAKE FINAL BAS CONNECTIONS AT THE ATS AND 


BAS SYSTEM, PROGRAM, AND INTEGRATE THE GEN SET TO THE BAS. THE


CONTRACTOR SHALL HIRE TRANE TO MAKE FINAL CONNECTIONS TO THE 


GEN SET TO THE TRANE EQUIPMENT PER TRANE RECOMMENDATIONS. THE


THE CONTRACTOR SHALL ROUTE CONDUIT AND CONDUCTORS FROM THE


ROUTING OF BAS CONDUCTORS FROM GEN SET TO BAS CONTROLLER


     ROOM


GENERATOR


   EXISTING


ROOM


GENERATOR


EXISTING


ONE-LINE DIAGRAM


REMOTE ANNUNCIATOR 


SEE DRAWING NOTES NO. 1


EXISTING GENERATOR


   ROOM


COPY/STORAGE


ROOM


STORAGE


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) ƒ" CONDUIT (TMS TO GENERATOR TANK) WITH


BAS CONDUCTORS PER TRANE'S RECOMMENDATIONS


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS AND


(1) 1" CONDUIT (GENERATOR TO ANNUNCIATOR & GENERATOR TO BAS) WITH


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) ƒ" CONDUIT (ATS SIGNAL TO GENERATOR) WITH


(2) #10 AWG. AND (1) #10 AWG. GROUND (RECEPTACLE)


(2) #10 AWG. AND (1) #10 AWG. GROUND (BLOCK HEATER)


(2) #10 AWG. AND (1) #10 AWG. GROUND (BATTERY CHARGER)


(1) 1" CONDUIT (ELP-1A TO GENERATOR) WITH


FOUR SETS IN PARALLEL OF [(4) 350 KCMIL. AND (1) 3/0 AWG. GND]


(4) 3" CONDUIT (GENERATOR POWER TO ATS) WITH


INSTALL 8 WAY SURFACE MOUNTED CONDUITS:


SEE DETAIL NO. 2 (THIS SHEET)


   CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS.


(1) ƒ" CONDUIT (ATS/GENERATOR TO ANNUNCIATOR) WITH


GENERATOR RM


   TO EXISTING


 BAY ADJACENT 


SEE DETAIL NO. 3 (THIS SHEET)


CONDUCTORS PER TRANE'S RECOMMENDATIONS.


(1) 1" CONDUIT (ATS TO BAS & GENERATOR TO BAS) WITH 


ROOM


RADIO


A


APPROX. 170 FT


TO LUNCH RM


  ADJACENT


STORAGE RM


" CONDUIT FROM THE ATS TO THE SURFACE MOUNTED ANNUNCIATOR.4
3CABLE IN 


SPECIFIC LOCATION DIRECTED BY THE ENGINEER. ROUTE ANNUNCIATOR 


THE CONTRACTOR SHALL INSTALL THE REMOTE ANNUNCIATOR IN THE RADIO ROOM AT A


ROUTING OF ANNUNCIATOR CABLE FROM ATS TO ANNUNCIATOR


      


           TANK IN THE BAY ADJACENT TO THE EXISTING GENERATOR ROOM.


           THE JUNCTION BOX IS WALL MOUNTED AND LOCATED NEXT TO THE EXISTING DIESEL FUEL-


ROUTE TMS CABLE TO THE EXISTING TMS JUNCTION BOX AND SPLICE TO EXISTING TMS CABLE.A   


ROUTING OF TMS CABLE FROM GENERATOR  FUEL TANK TO TMS


BOX / SPLICE POINT 


EXISTING TMS JUNCTION 


REMOVE INTAKE SHAFT 


REMOVE INTAKE VENT


      


  


THE EXISTING PANEL. RE-PRINT TYPED PANEL SCHEDULE.


NEW CIRCUIT BREAKERS SHALL BE COMPATIBLE WITH 


AND RECEPTACLE. KIC RATINGS SHALL MATCH EXISTING. 


GENERATOR BATTERY CHARGER, BLOCK HEATER, 


IN POSITIONS 29, 31, AND 33 FOR THE 


INSTALL ONE 20A BRANCH CIRCUIT BREAKER 


  APPROVED BY THE ENGINEER".


  COMPATIBLE MATERIALS AND ACCEPTABLE MEANS AND METHODS


  THE CONTRACTOR SHALL MATCH EXISTING WALL/CEILING USING


  REPAIRED AND SEALED TO MATCH THE EXISTING WALL/CEILING.


  "EXISTING PENETRATIONS FOR EXHAUST AND INTAKE SHALL BE


  BATTERY CHARGER IS LOCATED IN THE GENERATOR ROOM.


  BY THE ENGINEER". EXISTING GENERATOR AND 


  DELIVERED WITHIN A 50 MILE RADIUS TO A LOCATION DIRECTED


  REMOVE EXISTING CONDUCTORS. FUEL SHALL BE SALVAGED AND


  DIESEL TANK AND ASSOCIATED COMPONENTS. 


1. SALVAGE EXISTING GENERATOR, ATS, BATTERY CHARGER, AND 
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TRANSFORMER


UTILITY


METER


UTILITY


ELECTRICAL ROOM


COMPARTMENT


UTILITIES


MCB


1600 AMP


EXTERIOR


LPA-1


100 AMP


EMDPA


400 AMP


ELP-1A


100 AMP


LPA


225 AMP


ATS


400 AMP


PPA


225 AMP
GENERATOR


GENERATOR ROOM


SWITCHBOARD


DISTRIBUTION


120/208V


1ONE-LINE DIAGRAM


EXISTING CONDITIONS 


SCALE: NTS


PANEL


CONTROL


GENERATOR


ALARM PANEL ANNUNCIATOR


REMOTE


GENERATOR


2


SCALE: NTS


ONE-LINE DIAGRAM


PROPOSED 


EXTERIOR


ELECTRICAL ROOM


TRANSFORMER


UTILITY METER


UTILITY


INSTALL 275KW/344KVA, 0.8 P.F.


CHARGER


BATTERY


HEATER


BLOCK


RECEPTACLE


FACILITIES GENERATOR
NEW HAVEN


MPW


NEW HAVEN
DETAILS


170-3369RR


DIESEL GENERATOR ENCLOSURE


CIRCUIT BREAKER


1000A GENERATOR MAIN 


FUEL TANK
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RADIO ROOM


REPLACEMENT
 


BAS


CLERK'S OFFICE


INTEGRATED SPD


 SECTION WITH 


 DISTRIBUTION


   208/120V


(GENERATOR BLOCK HEATER, BATTERY CHARGER, AND RECEPTACLE)


(6) #10 AWG. AND (3) #10 AWG. GND IN 1" C.


(ATS STATUS SIGNAL)


CONDUCTORS PER MANUFACTURER IN ƒ" C


LPA-1


100 AMP


LPA


225 AMP


EMDPA


400 AMP


ELP-1A


100 AMP


PPA


225 AMP


DRAWING NOTES:


EXISTING PANELBOARD FEEDS


E-007


E-007


E-007


PANELS


TO BUILDING


PER MANUFACTURER'S RECOMMENDATIONS.


GND. BONDING TO GENERATOR


USING #6 AWG BARE COPPER


ROD AND BOND TO GENERATOR/ENCLOSURE


INSTALL ƒ" X 10' BURIED GROUND


  ATS


 3-POLE  


1200 AMP 


EXISTING PANELBOARD FEEDS


METER FEED


EXISTING UTILITY 


TO OTHER BUILDING PANELS


SEPARATE THE TWO SWITCHBOARD SECTIONS. (TYP)


REMOVE EXISTING SPLICE BARS TO 


PROPERLY TERMINATE FEEDERS.


FOR THE GE SWITCHBOARD IN ORDER TO 


INSTALL UL LISTED LUGS AND COMPONENTS 


 
 
 
 
 


P
L


U
G


 
1
2
0
0


A
 


M
A
I
N
 


C
B


PLUG WITH A 1200A CIRCUIT BREAKER PLUG.


REPLACE THE EXISTING 1600A CIRCUIT BREAKER 


FOUR SETS OF [(4) 350 KCMIL. + (1) 3/0 AWG. GND. IN 3" C.]


SEE NOTE NO.6


      


   FOR THE GENERATOR BATTERY CHARGER, BLOCK HEATER, AND RECEPTACLE. 


  -INSTALL THREE 20A BRANCH CIRCUIT BREAKERS IN POSITIONS 29, 31, AND 33 


   TO THE NEWLY INSTALLED BRANCH CIRCUIT BREAKER IN POSITION #27.


  -CIRCUIT #23 IS DOUBLE TAPPED. RELOCATE ONE OF THE CONDUCTORS


   COMPATIBLE WITH THE EXISTING PANEL.


   SHALL MATCH EXISTING. NEW CIRCUIT BREAKERS SHALL BE 


  -INSTALL A 20A CIRCUIT BREAKER IN POSITION #27. KIC RATINGS


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING ELP-1A PANEL:


STORAGE ROOM


GENERATOR ROOM


JB


 BAY AREA


TRANSFORMER TO SWITCHBOARD 


EXISTING UTILITY FEED FROM


(MAIN POWER)


FOUR SETS OF [(4) 350 KCMIL AND (1) 3/0 AWG. GND IN 3" C.]


CONSOLE


MONITORING


TANK 


(STARTING SIGNAL)


CONDUCTORS PER MANUFACTURER IN ƒ" C.


      (FUEL TANK MONITORING) 


CONDUCTORS PER MANUFACTURER IN ƒ" C.


[(4) 500 KCMIL AND (1) #3 AWG. GND]


(1) 4" CONDUIT WITH 


FOR SWITCHBOARD DETAILS.


SEE DRAWING NO. E-006  


CONDUCTORS PER TRANE RECOMMENDATIONS.


(1) 1" CONDUIT (ATS TO BAS & GENERATOR TO BAS)  WITH 


TANK ARE INSTALLED CORRECTLY.


INTRINSICALLY SAFE WIRING IS MAINTAINED AND CONDUIT/CONDUCTORS SERVING THE BASE 


DONE BY A TMS CERTIFIED INSTALLER. A TMS CERTIFIED INSTALLER SHALL ENSURE THAT ALL 


PROGRAMMING AND FINAL CONNECTIONS TO THE TANK MONITORING SYSTEM (TMS) SHALL BE8.


IN EXISTING EQUIPMENT TO PROPERLY TERMINATE CONDUCTORS.


THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING AND INSTALLING APPROPRIATE LUGS7.


CONTRACTOR SHALL HIRE UL FIELD EVALUATION SERVICE FOR THE RE-LABELING OF EQUIPMENT.  


EQUIPMENT WITHIN UL GUIDELINES IN ORDER FOR THE EQUIPMENT TO BE RE-CERTIFIED. THE 


MODIFICATIONS ARE COMPLETE. IT SHALL BE THE CONTRACTOR RESPONSIBILITY TO MODIFY THE 


THE EXISTING SWITCHBOARD SHALL BE RE-CERTIFIED BY UL (UNDERWRITERS LABORATORIES) AFTER6.


REFER TO THE NEW HAVEN SITE PLAN ON DRAWING NO. E-005 FOR CONDUIT TYPE AND LOCATIONS.5.


CONDUCTORS WITHIN THE GENERATOR ENCLOSURE SHALL BE PER MANUFACTURER'S RECOMMENDATIONS.4.


EXISTING EQUIPMENT IS SHOWN IN LIGHT FONT.3.


GENERATOR WEATHERPROOF ENCLOSURE AND SHALL BE APPROPRIATELY IDENTIFIED.


THE CONTRACTOR SHALL PROVIDE MANUAL SHUTDOWN LOCATED EXTERNAL TO THE 2.


ALL CONDUIT WITHIN GENERATOR ENCLOSURE SHALL BE MINIMUM ƒ".1.


   GROUNDING CONDUCTOR CONNECTED TO THE UPPER LEFT GROUNDING BAR.


   CONDUCTOR AND TWO NEUTRAL CONDUCTORS. FOR PANEL PPA COLOR CODE ONE 


   FOR 120/208 VOLT SYSTEMS. FOR PANEL EMDPA COLOR CODE ONE GROUNDING 


   BE COLOR CODED FOLLOWING THE APPROPRIATE VOLTAGE COLOR CODING SCHEME


   BOX POINTS WITH A WHITE TAPE. UNGROUNDED CONDUCTORS SHALL ALSO


   CONDUCTOR SHALL BE COLOR CODED AT THE TERMINATION AND JUNCTION 


   WITH GREEN TAPE. IF THE CONDUCTOR IS A NEUTRAL CONDUCTOR, THE 


   SHALL BE COLOR CODED AT THE TERMINATION AND JUNCTION BOX POINTS


   IF THE CONDUCTOR IS A GROUNDING CONDUCTOR, THE CONDUCTOR 


  -THE CONTRACTOR SHALL COLOR CODE ALL THE CONDUCTORS. 


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING EMDPA & PPA PANEL:


(REMOTE MONITORING & BAS CONDUCTORS)


CONDUCTORS PER MANUFACTURER IN 1" C.


BAS CONDUCTORS PER TRANE'S RECCOMENDATIONS.
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  AREA 


ATTENDANT


170-3369
FACILITIES GENERATOR


NORTH STONINGTON 
SITE PLAN


480/277 VOLT DIESEL GENERATOR


INSTALL 50KW/63KVA, 3 PHASE,


ELECTRICAL ROOM CONFIGURATION AND EQUIPMENT.


SEE DRAWING NO. E-009 FOR CONTINUATION OF CONDUIT,


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS.


(1) 3/4" CONDUIT (GENERATOR TO REMOTE ANNUNCIATOR) WITH


REPLACEMENT
 


BASEMENT TO ATTIC.


JANITORS CLOSET FROM


ROUTE CONDUIT THROUGH


E-008


GENERATOR PAD, SEE DETAIL NO. 4 ON DRAWING NO. E-017


RR


DRAWING NOTES:


PAVED WALKWAY


PAVED WALKWAY


PAVED WALKWAY


     CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS
(1) 3/4" SCHEDULE 40 PVC CONDUIT (GENERATOR TO ANNUNCIATOR) WITH 
     CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS
(1) 3/4" SCHEDULE 40 PVC CONDUIT (ATS SIGNAL TO GENERATOR) WITH
     (2) #12 AWG. AND (1) #12 AWG. GROUND (RECEPTACLE)
     (2) #12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)
     (2) #12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)
(1) 1" SCHEDULE 40 PVC CONDUIT (PANEL B TO GENERATOR) WITH
     (4) #4 AWG. AND (1) #8 AWG. GROUND
(1) 2" SCHEDULE 40 PVC CONDUIT (GENERATOR POWER TO ATS) WITH 
INSTALL 4 WAY CONDUIT IN TRENCH:


MPW


AS REQUIRED.


SHRUBS, AND TREE BRANCHES


REMOVE TREES/BUSHES, TRIM
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INSTALL RGSC SWEEPS ON CONDUITS ENTERING THE BUILDING.4.


EQUIPMENT INFORMATION AND CONNECTIONS BETWEEN EQUIPMENT.


REFER TO THE ONE-LINE DIAGRAM ON DRAWING NO. E-010 FOR3.


COORDINATE FINAL GENERATOR LOCATION WITH ENGINEER.2.


REFER TO DRAWING NO. E-002 FOR GENERAL NOTES1.


USING STAINLESS STEEL ANCHOR BOLTS.


THE PAD PER MANUFACTURER'S REQUIREMENTS


THE GENERATOR SHALL BE FASTENED TO 


2 FEET AWAY FROM THE CURB.


ENSURE GENERATOR IS LOCATED 


ON DRAWING NO. E-018.


TO REFLECT DETAIL NO. 3 


INSTALL MAIN GROUND 


MANUFACTURER'S RECOMMENDATIONS.


BONDING TO GENERATOR PER 


USING #6 AWG BARE COPPER GND. 


ROD AND BOND TO GENERATOR/ENCLOSURE


INSTALL ƒ" X 10' BURIED GROUND


EXISTING SHRUBS


PORCH


VESTIBULE
   AREA


INFORMATION 


ROOM


HVAC


PORCH


MENS RESTROOM


CL.


JAN. 


PIPE CHASE


WOMENS RESTROOM


NORTH STONINGTON


 ROOM


CLERK'S 


REMOTE ANNUNCIATOR.


MOUNTED GENERATOR


INSTALL SURFACE 


REQUIRED.


AND TREE BRANCHES AS 


REMOVE TREES/BUSHES,


TRIM SHRUBS, 


BOXES AS REQUIRED.


NEMA 1 JUNCTION 


INSTALL 6"X6"X4"


MATERIAL. PROPERLY DISPOSE OF ANY PROPANE IN THE TANKS.


AND ABANDON FUEL LINES. BACK-FILL WITH SUITABLE


REMOVE EXISTING UNDERGROUND PROPANE TANKS


03.08







PANEL A


M
D


P


EXISTING UTILITY METER


EXISTING UTILITY COMPARTMENT


M
D


S


EXISTING 225 AMP MDS


PANEL B


P
A


N
E


L
 


R
L


M


ATS


XFMR


NEMA 1 JUNCTION BOX


INSTALL 6"X6"X4",


FACILITIES GENERATOR 
170-3369


NORTH STONINGTON
FLOOR PLAN


AREA


ELEC. 


FIRST LEVEL


A


E-009


1


SCALE: NTS


ATTIC LEVEL


BASEMENT LEVEL


ONE-LINE DIAGRAM


ANNUNCIATOR 


480/277 VOLT, NEMA 1 ATS


INSTALL 225 AMP, 3 POLE,


4


3


2


1


REPLACEMENT
 


E-009


   (2) #12 AWG. AND (1) #12 AWG. GROUND (RECEPTACLE)


   (2) #12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


   (2) #12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" CONDUIT (PANEL B TO GENERATOR) WITH


FOR TRANSFORMER WORK/CONNECTIONS


SEE ONE LINE DIAGRAM ON DRAWING NO. E-010


INSTALL 30 AMP FUSED DISCONNECT FOR SPD


RELOCATE DUPLEX RECEPTACLE DOWNWARD APPROXIMATELY 3 FEET


DISCONNECT


EXISTING TRANSFORMER


APPROX. 30 FT


RR


EXISTING PUMP HOUSE DISCONNECT


MPW


EXISTING 225 AMP MDP


EXISTING ROADWAY LIGHTING PANEL


     CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" SCHEDULE 40 PVC CONDUIT (GENERATOR TO ANNUNCIATOR) WITH 


     CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" SCHEDULE 40 PVC CONDUIT (ATS SIGNAL TO GENERATOR) WITH


     (2) #12 AWG. AND (1) #12 AWG. GROUND (RECEPTACLE)


     (2) #12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


     (2) #12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" SCHEDULE 40 PVC CONDUIT (PANEL B TO GENERATOR) WITH


     (4) #4 AWG. AND (1) #8 AWG. GROUND


(1) 2" SCHEDULE 40 PVC CONDUIT (GENERATOR POWER TO ATS) WITH 


INSTALL 4 WAY CONDUIT IN TRENCH:


FOR THE POWER CONDUITS


INSTALL NEMA 1 JUNCTION BOX


NEMA 1 JUNCTION BOX


INSTALL 6"X6"X4",


SALVAGE EXISTING ATS AND REMOVE CONDUCTORS


INSTALL SPD 
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EXISTING LIGHTING CONTACTOR


EXISTING 30A DISCONNECT


EXISTING 1 KVA XFMR


APPROVED BY THE ENGINEER.


COMPATIBLE MATERIALS AND ACCEPTABLE MEANS AND METHODS


THE CONTRACTOR SHALL MATCH EXISTING WALL/CEILING USING 


BE REPAIRED AND SEALED TO MATCH THE EXISTING WALL/ CEILING.


EXISTING PENETRATIONS FOR EXHAUST AND INTAKE SHALL 


1


2


3


4 4


3


2


1


FINISHED FLOOR.


MINIMUM OF 12" ABOVE 


BOTTOM OF ATS SHALL BE


BASEMENT


SEE DETAIL NO. 1 (THIS SHEET) AND DRAWING NO. E-010.


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS.


(1) 3/4" CONDUIT (GENERATOR/ATS TO REMOTE ANNUNCIATOR) WITH 


  CLOSET


JANITOR'S


EXISTING PANELBOARDS


NORTH STONINGTON
 


DRAWING NO. E-018. 


REFLECT DETAIL NO. 3 ON


INSTALL MAIN GROUND TO 


     CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" CONDUIT (GENERATOR TO ANNUNCIATOR) WITH 


     CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" CONDUIT (ATS SIGNAL TO GENERATOR) WITH


     (2) #12 AWG. AND (1) #12 AWG. GROUND (RECEPTACLE)


     (2) #12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


     (2) #12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" CONDUIT (PANEL B TO GENERATOR) WITH


     (4) #4 AWG. AND (1) #8 AWG. GROUND


(1) 2" CONDUIT (GENERATOR POWER TO ATS) WITH 


INSTALL 4 WAY SUFACE MOUNTED CONDUIT:


  (4) 4/0 AWG. AND (1) #4 AWG. GROUND 


(1) 2•" CONDUIT (ATS TO MDP) WITH


  (4) 4/0 AWG. AND (1) #4 AWG. GROUND 


(1) 2•" CONDUIT (MDS TO ATS) WITH


4


3


2


1


REMOVE CONDUCTORS. SALVAGE BATTERY CHARGER.


REMOVE EXISTING GENERATOR AND ACCESSORIES.


      CONNECT CABLE/CONDUIT TO SURFACE MOUNTED ANNUNCIATOR.


C   ROUTE CABLE IN 3/4" CONDUIT FROM CLOSET TO THE OUTSIDE WALL OF THE HVAC CLOSET.  


     THE CLERK'S ROOM, WHICH HOUSES HVAC DUCT WORK. 


B   ROUTE CABLE IN THE ATTIC HORIZONTALLY ACROSS IN 3/4" CONDUIT DOWN TO THE CLOSET IN 


      IN 3/4" CONDUIT UP THROUGH THE JANITOR'S IN THE MEN'S ROOM AND UP TO THE ATTIC. 


A   ROUTE COMMUNICATION CABLE FROM GENERATOR/ATS IN THE BASEMENT/ELECTRICAL AREA 


ROUTING OF COMMUNICATION CABLE FROM GENERATOR/ATS TO CLERK'S ROOM


  ROOM


CLERK'S


APPROX. 65 FT


B


C


APPROX. 5 FT


IN TAKE SHAFT


REMOVE 


    ROOM


IN CLERK'S


   CLOSET


     HVAC
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MDP


225 AMP


ATS


260 AMP


METER


UTILITY


CONTACTOR


LIGHTING


PANEL RL


LIGHTING


100 AMP


 PLANT PANEL


FILTRATION


125 AMP


PANEL A


175 AMP


PANEL B


125 AMP


CABINET


UTILITY 


XFMR


75 KVA


GENERATOR


FILTRATION PLANT          ELECTRICAL ROOM (BASEMENT)


RR


MPW


SPD


PANEL


CONTROL


GENERATOR


ALARM PANEL


CIRCUIT BREAKER


70A GENERATOR MAIN 


ANNUNCIATOR


REMOTE


GENERATOR


EXTERIOR


(REMOTE MONITORING)


CONDUCTORS PER MANUFACTURER IN 3/4" C.


DISCONNECT


FUSED


225 AMP


CHARGER


BATTERY


HEATER


BLOCK


(ATS STATUS SIGNAL)


CONDUCTORS PER MANUFACTURER IN 3/4" C.


ELECTRICAL ROOMPER MANUFACTURER'S RECOMMENDATIONS.


GND. BONDING TO GENERATOR


USING #6 AWG BARE COPPER


ROD AND BOND TO GENERATOR/ENCLOSURE


INSTALL ƒ" X 10' BURIED GROUND


50KW/63KVA, 0.8 P.F.


METER


UTILITY


CLERKS OFFICE


RECEPTACLE


DIESEL GENERATOR ENCLOSURE


FUEL TANK


DISCONNECT


FUSED


225 AMP


CABINET


UTILITY


PANEL B


125 AMP


MDP


225 AMP


CONTACTOR


LIGHTING


PANEL RL


LIGHTING


100 AMP


XFMR


75 KVA


PANEL A


175 AMP


 PLANT PANEL


FILTRATION


125 AMP


FILTRATION PLANT


1ONE-LINE DIAGRAM


EXISTING CONDITIONS 


SCALE: NTS


2


SCALE: NTS


ONE-LINE DIAGRAM


PROPOSED 


FACILITIES GENERATOR
NORTH STONINGTON


NORTH STONINGTON
DETAILS


170-3369


REMOVE THE 4/0 AWG CONDUCTORS ROUTED TO THE MDP. 


DISC.


FUSED


30 AMP


ENCLOSURE


NEMA 1 


ATS 


3 POLE


225 AMP


IN 3/4" C.


(4) #10 THHN, (1) #10 GND


REPLACEMENT
 


DISCONNECT


XFMR


E-010


E-010


E-010


(GENERATOR BLOCK HEATER, BATTERY CHARGER, AND RECEPTACLE)


(6) #12 AWG. AND (3) #12 AWG. GND IN 1" C.


(MAIN POWER)


(4) #4 AWG. AND (1) #8 AWG. GND IN 2" C.


(STARTING SIGNAL)


CONDUCTORS PER MANUFACTURER IN 3/4" C.


DISCONNECT


XFMR


PUMP


PUMP HOUSE


PUMP HOUSE


PUMP HOUSE


30A


DRAWING NOTES:


DISCONNECT


30A


XFMR


1 KVA


DISCONNECT


30A


XFMR


1 KVA


EXISTING WATER PIPE GROUND


-TAPE NEUTRAL CONDUCTORS WHITE.


-INSTALL A MAIN SYSTEM JUMPER BETWEEN THE GROUND AND NEWLY INSTALLED NEUTRAL BAR.


 NEUTRAL CONDUCTOR FROM THE GROUND BAR TO THE NEWLY INSTALLED NEUTRAL BAR.  


-INSTALL A NEUTRAL BAR IN THE INTERIOR OF THE MDS AND RELOCATE 


 KITS AS REQUIRED.


 TO THE 75 KVA TRANSFORMER. ADD NEUTRAL LUGS/CONNECTION 


 NEUTRAL BAR TO THE EXISTING GROUND ROD LOCATED NEXT 


-INSTALL A GROUNDING CONDUCTOR IN CONDUIT FROM THE 


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING MDS:


 GROUNDING BAR IF IT IS. 


 INVESTIGATE WHETHER THIS IS A GROUNDING CONDUCTOR AND RELOCATE IT TO THE 


- A GREEN GROUNDING CONDUCTOR APPEARS TO BE CONNECTED TO THE NEUTRAL BAR. 


 TO SPARE CIRCUIT BREAKER POSITION 26.


-CKT#18 IS DOUBLE TAPPED. RELOCATE/EXTEND ONE OF THE CONDUCTORS 


 TO SPARE CIRCUIT BREAKER POSITION 7.


-CKT#13 IS DOUBLE TAPPED. RELOCATE ONE OF THE CONDUCTORS


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING PANEL A:


 THEIR  CORRESPONDING NEUTRAL OR GROUNDING BARS.


-RELOCATE NEUTRAL AND GROUNDING CONDUCTORS TO 


 IN CONDUIT FROM NEWLY INSTALLED NEUTRAL BAR TO ATS NEUTRAL BAR.  


-INSTALL AN ISOLATED NEUTRAL BAR AND A NEUTRAL CONDUCTOR 


 (3 CONDUCTORS).


-REMOVE ALL UNUSED NEUTRAL CONDUCTORS FROM THE GROUNDING BAR 


 CONDUIT OPENINGS SHALL BE CLOSED.


-ALL ABANDONED CONDUCTORS SHALL BE REMOVED AND ALL UNUSED 


 RELABEL MDP ACCORDINGLY. 


 TRANSFORMER FEED TO UNUSED 20A CIRCUIT BREAKER NO.5.


 FOR A LOW VOLTAGE TRANSFORMER. RELOCATE LOW VOLTAGE


 FEED THE LIGHTING CONTACTOR AND A DISCONNECT 


-CKT#6 IS DOUBLE TAPPED. THIS CIRCUIT IS USED TO 


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING MDP:


CORRESPONDING NEUTRAL OR GROUNDING BARS.


-RELOCATE ALL NEUTRAL AND GROUNDING CONDUCTORS TO THEIR 


FROM THE GROUNDING BAR.


-REMOVE ALL UNUSED NEUTRAL CONDUCTORS 


ADD NEUTRAL LUGS/CONNECTION KITS AS REQUIRED AT THE MDP. 


NEUTRAL BAR TO THE NEWLY INSTALLED NEUTRAL BAR IN PANEL RL. 


-INSTALL NEUTRAL CONDUCTOR IN EXISTING CONDUIT FROM MDP 


-INSTALL AN ISOLATED NEUTRAL BAR.


THE FOLLOWING WORK SHALL APPLY TO EXISTING PANEL RL:


DRAWING NO. E-018.


REFLECT DETAIL NO. 3 ON


INSTALL MAIN GROUND TO 


 


CLOSE ALL UNUSED CONDUIT OPENINGS FROM THE TRANSFORMER.


THE CONDUCTORS SHALL BE REINSTALLED IN CONDUIT. THE CONTRACTOR SHALL 


MULTI-TAP CONNECTION BLOCKS. 


PANELS A AND B AND TAPPED TO PANELS A AND B USING NEW ISOLATED 


EXISTING ATS SHALL BE REUSED AND SHALL BE IN THE TROUGH BELOW 


THE EXISTING CONDUCTORS FROM THE 75 KVA TRANSFORMER FEEDING THE 


INSTALL 4/0 AWG. NEUTRAL TO ATS


(4) 4/0 AWG + (1) #4 GND. IN 2•"C.


  SHALL BE COMPATIBLE WITH THE EXISTING PANEL. 


  RATINGS SHALL MATCH EXISTING. NEW CIRCUIT BREAKERS


  BLOCK HEATER, RECEPTACLE, AND BATTERY CHARGER. KIC 


 -INSTALL THREE 20A CIRCUIT BREAKERS FOR THE GENERATOR


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING PANEL B:


ADD BONDING JUMPER BEFORE AND AFTER WATER METER.7.


EXISTING EQUIPMENT TO PROPERLY TERMINATE CONDUCTORS.


THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING AND INSTALLING APPROPRIATE LUGS IN 6.


REFER TO THE NORTH STONINGTON SITE PLAN ON DRAWING NO. E-008 FOR CONDUIT TYPE AND LOCATIONS.5.


CONDUCTORS WITHIN THE GENERATOR ENCLOSURE SHALL BE PER MANUFACTURER'S RECOMMENDATIONS.4.


EXISTING EQUIPMENT IS SHOWN IN LIGHT FONT.3.


GENERATOR WEATHERPROOF ENCLOSURE AND SHALL BE APPROPRIATELY IDENTIFIED.


THE CONTRACTOR SHALL PROVIDE MANUAL SHUTDOWN LOCATED EXTERNAL TO THE 2.


ALL CONDUIT WITHIN GENERATOR ENCLOSURE SHALL BE MINIMUM ƒ".1.
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GENERATOR PAD, SEE DETAIL NO.4 ON DRAWING NO. E-017


120/208 VOLT DIESEL GENERATOR


INSTALL 230KW/288KVA, 3 PHASE,


FOR TANK MONITORING CIRCUIT


INSTALL EXPLOSION PROOF EY FITTING


DRAWING NOTES:


EDGE OF BUILDING


AS REQUIRED.


REMOVE BUSHES/PLANTINGS


BUSHES/PLANTINGS


BUSHES/PLANTINGS


BITUMINOUS CONCRETE WALKWAY


B
I
T


U
M
I
N


O
U


S


NPU S171


MH


LIGHTPOLE


BITUMINOUS


5'-0"


PROPOSED LOCATION OF NPU RISER POLE


DOOR


DOOR


SEWER LINES


EXISTING UTILITY POWER FEED


FACILITIES GENERATOR 
REPLACEMENT


NORWICH


NORWICH
SITE PLAN


E-011


170-3369RR


MPW


10'-0"


USING STAINLESS STEEL ANCHOR BOLTS.


THE PAD PER MANUFACTURER'S REQUIREMENTS 


THE GENERATOR SHALL BE FASTENED TO 


UTILITIES REQUIREMENTS. 


PER NORWICH PUBLIC


GROUND TRANSFORMER/PAD


     PULL STRING


(2) 4" SCHEDULE 80 PVC CONDUIT (NPU RISER POLE TO TRANSFORMER) WITH


INSTALL 2 WAY CONDUIT IN TRENCH:


PER NORWICH PUBLIC UTILITIES


TRENCH DEPTH AND SPACING 


     WITH PULL STRING


(1) 4" SPARE SCHEDULE 40 PVC CONDUIT (TRANSFORMER TO TRANSFORMER VAULT) 


     [(4) 500 KCMIL. AND (1) 1/0 AWG. GROUND]


(1) 4" SCHEDULE 40 PVC CONDUIT (TRANSFORMER POWER TO 400A MDS) WITH


     TWO SETS IN PARALLEL OF [(4) 500 KCMIL. AND (1) 2/0 AWG. GROUND]


(2) 4" SCHEDULE 40 PVC CONDUIT (TRANSFORMER POWER TO 800A MDS) WITH


INSTALL 4 WAY CONDUIT IN TRENCH:


THE WALKWAY IN KIND.


CONTRACTOR SHALL REPAIR 


SCALE: „" = 1'-0"
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REPAIRED IN KIND (TYP.)


CURBING SHALL BE 


CURBING SHALL BE REPAIRED IN KIND (TYP.)
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PER NORWICH PUBLIC UTILITIES SPECS.


INSTALL P-013 TRANSFORMER PAD TRANSFORMER VAULT


               D.O.T.


BITUMINOUS


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS.


(1) 3/4" SCHEDULE 80 PVC CONDUIT (GENERATOR TANK TO TMS) WITH


MANUFACTURER'S RECOMMENDATIONS.


BONDING TO GENERATOR PER 


USING #6 AWG BARE COPPER GND. 


ROD AND BOND TO GENERATOR/ENCLOSURE


INSTALL ƒ" X 10' BURIED GROUND


 DRIVEWAY


BITUMINOUS


GRASS AREA


GRASS AREA


GRASS AREA


GRASS AREA


GRASS AREA


GRASS ISLAND


GRASS AREA


RECOMMENDATIONS.


RGS SWEEPS PER NPU


INSTALL NPU RISER AND


DAS/FLEET OPERATIONS BUILDING


GRASS AREA


GENERATOR SHED


           D.O.T.


ELECTRICAL ROOM


            D.O.T.


 ROOM


 COMM. 


 D.O.T.


ENTRANCE / HALLWAY


BAS CONDUCTORS PER TRANE'S RECOMMENDATIONS


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS AND


(1) 1" SCHEDULE 40 PVC CONDUIT (GENERATOR TO ANNUNCIATOR & GENERATOR TO BAS) WITH


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" SCHEDULE 40 PVC CONDUIT (ATS SIGNAL TO GENERATOR) WITH 


(2) #12 AWG. AND (1) #12 AWG. GROUND (SERVICE RECEPTACLE)


(2) #12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


(2) #12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" SCHEDULE 40 PVC CONDUIT (PB-M TO GENERATOR) WITH 


TWO SETS IN PARALLEL OF [(4) 500 KCMIL. AND (1) 1/0 AWG. GROUND]


(2) 4" SCHEDULE 40 PVC CONDUIT (GENERATOR POWER TO ATS) WITH


INSTALL 5 WAY CONDUIT IN TRENCH:


7. INSTALL SCHEDULE 40 STEEL PIPE OF LENGTH REQUIRED IN TOP OF FUEL TANK TO ACCOMMODATE IN-TANK PROBE. 


  SIDE OF THE TRANSFORMER TO MEET NPU REQUIREMENTS.


  INITIATION OF ANY WORK TO BE COMPLETED BY THE UTILITY'S FORCES. INSTALL CONDUIT ON THE LINE


  THE CONTRACTOR SHALL GIVE NPU A MINIMUM NOTICE OF SIX WEEKS PRIOR TO REQUIRING THE


  UTILITY'S PORTION OF THE PROJECT WORK. (CONTACT TO BE GIVEN AT THE PRECONTRUCTION MEETING).


6. THE CONTRACTOR SHALL CONTACT NPU REPRESENTATIVE TO COORDINATE THE POWER 


  HAND DIG WHERE APPLICABLE AND PROCEED WITH CAUTION.


5. MANY BURIED UTILITIES ARE PRESENT WITHIN THIS AREA. THE CONTRACTOR SHALL


4. INSTALL RGSC SWEEPS/STUB-UPS ON CONDUITS ENTERING THE BUILDING.


  EQUIPMENT INFORMATION AND CONNECTIONS BETWEEN EQUIPMENT.


3. REFER TO THE ONE-LINE DIAGRAM ON DRAWING NO. E-013 FOR


2. COORDINATE FINAL GENERATOR LOCATION WITH ENGINEER.


1. REFER TO DRAWING NO. E-002 FOR GENERAL NOTES


SEE NOTE NO. 4


TANK MONITORING CIRCUIT.


AT BUILDING PENETRATION POINT FOR 


INSTALL EXPLOSION PROOF EY FITTING


CONTINUE TO TMS IN SUPERVISOR'S ROOM:


SEE NOTE NO.5


18' AFG AJACENT TO POLE.


CAP SPARE CONDUIT


GENERATOR PAD, SEE DETAIL NO.4 ON DRAWING NO. E-017


120/208 VOLT DIESEL GENERATOR


INSTALL 230KW/288KVA, 3 PHASE,


FOR TANK MONITORING CIRCUIT


INSTALL EXPLOSION PROOF EY FITTING


DRAWING NOTES:


EDGE OF BUILDING


AS REQUIRED.


REMOVE BUSHES/PLANTINGS


BUSHES/PLANTINGS


BUSHES/PLANTINGS


BITUMINOUS CONCRETE WALKWAY


B
I
T


U
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N
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S


NPU S171


MH


LIGHTPOLE


BITUMINOUS


5'-0"


PROPOSED LOCATION OF NPU RISER POLE


DOOR


DOOR


SEWER LINES


EXISTING UTILITY POWER FEED


FACILITIES GENERATOR 
REPLACEMENT


NORWICH


NORWICH
SITE PLAN


E-011


170-3369RR


MPW


10'-0"


USING STAINLESS STEEL ANCHOR BOLTS.


THE PAD PER MANUFACTURER'S REQUIREMENTS 


THE GENERATOR SHALL BE FASTENED TO 


UTILITIES REQUIREMENTS. 


PER NORWICH PUBLIC


GROUND TRANSFORMER/PAD


     PULL STRING


(2) 4" SCHEDULE 80 PVC CONDUIT (NPU RISER POLE TO TRANSFORMER) WITH


INSTALL 2 WAY CONDUIT IN TRENCH:


PER NORWICH PUBLIC UTILITIES


TRENCH DEPTH AND SPACING 


     WITH PULL STRING


(1) 4" SPARE SCHEDULE 40 PVC CONDUIT (TRANSFORMER TO TRANSFORMER VAULT) 


     [(4) 500 KCMIL. AND (1) 1/0 AWG. GROUND]


(1) 4" SCHEDULE 40 PVC CONDUIT (TRANSFORMER POWER TO 400A MDS) WITH


     TWO SETS IN PARALLEL OF [(4) 500 KCMIL. AND (1) 2/0 AWG. GROUND]


(2) 4" SCHEDULE 40 PVC CONDUIT (TRANSFORMER POWER TO 800A MDS) WITH


INSTALL 4 WAY CONDUIT IN TRENCH:


THE WALKWAY IN KIND.


CONTRACTOR SHALL REPAIR 
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PER NORWICH PUBLIC UTILITIES SPECS.


INSTALL P-013 TRANSFORMER PAD TRANSFORMER VAULT


               D.O.T.


BITUMINOUS


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS.


(1) 3/4" SCHEDULE 80 PVC CONDUIT (GENERATOR TANK TO TMS) WITH


MANUFACTURER'S RECOMMENDATIONS.


BONDING TO GENERATOR PER 


USING #6 AWG BARE COPPER GND. 


ROD AND BOND TO GENERATOR/ENCLOSURE


INSTALL ƒ" X 10' BURIED GROUND


 DRIVEWAY


BITUMINOUS


GRASS AREA


GRASS AREA


GRASS AREA


GRASS AREA


GRASS AREA


GRASS ISLAND


GRASS AREA


RECOMMENDATIONS.


RGS SWEEPS PER NPU


INSTALL NPU RISER AND


DAS/FLEET OPERATIONS BUILDING


GRASS AREA


GENERATOR SHED


           D.O.T.


ELECTRICAL ROOM


            D.O.T.


 ROOM


 COMM. 


 D.O.T.


ENTRANCE / HALLWAY


BAS CONDUCTORS PER TRANE'S RECOMMENDATIONS


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS AND


(1) 1" SCHEDULE 40 PVC CONDUIT (GENERATOR TO ANNUNCIATOR & GENERATOR TO BAS) WITH


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" SCHEDULE 40 PVC CONDUIT (ATS SIGNAL TO GENERATOR) WITH 


(2) #12 AWG. AND (1) #12 AWG. GROUND (SERVICE RECEPTACLE)


(2) #12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


(2) #12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" SCHEDULE 40 PVC CONDUIT (PB-M TO GENERATOR) WITH 


TWO SETS IN PARALLEL OF [(4) 500 KCMIL. AND (1) 1/0 AWG. GROUND]


(2) 4" SCHEDULE 40 PVC CONDUIT (GENERATOR POWER TO ATS) WITH


INSTALL 5 WAY CONDUIT IN TRENCH:


7. INSTALL SCHEDULE 40 STEEL PIPE OF LENGTH REQUIRED IN TOP OF FUEL TANK TO ACCOMMODATE IN-TANK PROBE. 


  SIDE OF THE TRANSFORMER TO MEET NPU REQUIREMENTS.


  INITIATION OF ANY WORK TO BE COMPLETED BY THE UTILITY'S FORCES. INSTALL CONDUIT ON THE LINE


  THE CONTRACTOR SHALL GIVE NPU A MINIMUM NOTICE OF SIX WEEKS PRIOR TO REQUIRING THE


  UTILITY'S PORTION OF THE PROJECT WORK. (CONTACT TO BE GIVEN AT THE PRECONTRUCTION MEETING).


6. THE CONTRACTOR SHALL CONTACT NPU REPRESENTATIVE TO COORDINATE THE POWER 


  HAND DIG WHERE APPLICABLE AND PROCEED WITH CAUTION.


5. MANY BURIED UTILITIES ARE PRESENT WITHIN THIS AREA. THE CONTRACTOR SHALL


4. INSTALL RGSC SWEEPS/STUB-UPS ON CONDUITS ENTERING THE BUILDING.


  EQUIPMENT INFORMATION AND CONNECTIONS BETWEEN EQUIPMENT.


3. REFER TO THE ONE-LINE DIAGRAM ON DRAWING NO. E-013 FOR


2. COORDINATE FINAL GENERATOR LOCATION WITH ENGINEER.


1. REFER TO DRAWING NO. E-002 FOR GENERAL NOTES


SEE NOTE NO. 4


TANK MONITORING CIRCUIT.


AT BUILDING PENETRATION POINT FOR 


INSTALL EXPLOSION PROOF EY FITTING


CONTINUE TO TMS IN SUPERVISOR'S ROOM:


SEE NOTE NO.5


18' AFG AJACENT TO POLE.


CAP SPARE CONDUIT
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PB-M


ATS


MDP


ROOM


ELEC. 


3


SCALE: NTS


A


MDS


P
B
-
E


M


DAS


REFER TO NORWICH SITE PLAN E-011 FOR CONTINUATION


M


INSTALL SPD


2


SCALE: NTS


ONE-LINE DIAGRAM


TANK MONITORING SYSTEM 


A


 


3


2


1


4


1


SCALE: NTS


ONE-LINE DIAGRAM


BUILDING AUTOMATION SYSTEM 


 FUEL TANK


GENERATOR


ROOM


RADIO


D.O.T.


E-012 E-012 E-012


EXISTING METER FEEDS


EXISTING PB-M PANEL EXISTING DAS PANEL


   [(4) 500 KCMIL. AND (1) #3 AWG. GROUND]


(1) 4" CONDUIT (MDP TO PB-EM) WITH


EXISTING PB-EM PANEL


M
D


S


M


EXISTING METERS


SCALE: ƒ" = 1'-0"


800 AMP, 3 POLE, 120/208 VOLT, NEMA 1 ATS


REPLACE EXISTING ATS WITH 


TO BE REPLACED AS INDICATED.


FEEDING THE 800A MDS. EXISTING CONDUCTORS 


4" CONDUIT RUNS IN THE ELECTRICAL ROOM 


THE CONTRACTOR MAY REUSE THE EXISTING


FACILITIES GENERATOR
REPLACEMENT


NORWICH


NORWICH
FLOOR PLAN


E-012


170-3369


UP TO THIS LOCATION


PULL 4" SPARE CONDUIT 


RR


120/208 VOLT PANEL (MDP).


INSTALL 800 AMP 3 PHASE,


   [(4) 500 KCMIL. AND (1) #3 AWG. GROUND]


(1) 4" CONDUIT (MDP TO PB-M) WITH


NEMA 1 JUNCTION BOX


INSTALL 6"X6"X4",


AIR CONDITIONER DISCONNECT


EXISTING 200 AMP DMV


DISCONNECT


NON-EMERGENCY PANELS 


EXISTING 200 AMP DMV


NEMA 1 JUNCTION BOXES


INSTALL 6"X6"X4",


REFER TO NORWICH SITE PLAN E-011 FOR CONTINUATION


ROOM


ELEC. 


4


SCALE: NTS


A


E-012


ONE-LINE DIAGRAM


WATER PIPE GROUNDING 


ROUTING OF GROUNDING CONDUCTOR FROM MDS TO BUILDING MAIN WATER PIPE


ROUTING OF TMS CABLE FROM GENERATOR FUEL TANK TO TMS


MPW


APPROX. 130 FT.


AND INSTALL 30A FUSING FOR SPD.


WITH THE APPROPRIATE FUSE REDUCERS


INSTALL 100 AMP FUSED DISCONNECT 


SEE DETAIL #4 BELOW. 


GROUND FROM MDS TO MAIN WATER PIPE.


INSTALL #6 AWG BARE COPPER


ATS AND ACCESSORIES.


EXISTING 400 AMP


SALVAGE THE 


DIRECTED BY THE ENGINEER.


A 50 MILE RADIUS TO A LOCATION 


SALVAGED AND DELIVERED WITHIN


REMOVE PIPING. "FUEL SHALL BE 


DIESEL TANK AND ACCESSORIES.


SALVAGE THE EXISTING GENERATOR 


DESIGNER/DRAFTER:


CHECKED BY:


PROJECT  TITLE: TOWN:


DRAWING TITLE:


PROJECT NO.


DRAWING NO.


SHEET NO.


Filename:SHEET NO.REVISION DESCRIPTIONDATEREV.


DEPARTMENT OF TRANSPORTATION


STATE OF CONNECTICUT


OF WORK WHICH WILL BE REQUIRED.


THE CONDITIONS OF ACTUAL QUANTITIES 


IN NO WAY WARRANTED TO INDICATE 


INVESTIGATIONS BY THE STATE AND IS


SHEETS IS BASED ON LIMITED 


QUANTITIES OF WORK, SHOWN ON THESE 


THE INFORMATION, INCLUDING ESTIMATED 


4/19/2016


BLOCK:  


SIGNATURE/


APPROVED BY:  


OFFICE OF ENGINEERING


  


...\100% Floor Plan.dgnPlotted Date:


C
ONNECTICU


T


D
E


P
A


R
T


M
E


N
T


O F TRAN
S


P
O


R
T


A
T
I


O
N


1


1


3


4


2


2


1


1
3


APPROX. 210 FT.


CONDUCTORS.


REMOVE CONDUIT AND 


GENERATOR AND ACCESSORIES.


REMOVE THE EXISTING


CHARGER.


EXISTING BATTERY 


SALVAGE THE 


1


2


3


DISCONNECT AND UTILITY CABINET


EXISTING DOT/DAS 800 AMP MAIN 


PARALLEL OF [(4) 500 KCMIL. AND (1) 1/0 AWG. GROUND]


(2) 4" CONDUIT (MDS TO ATS) WITH TWO SETS IN 


SHED


GENERATOR 


ROOM


ELECTRICAL 


TRANSFORMER VAULT


COMM. ROOM


SEE DETAIL NO.3 (THIS SHEET)


MANUFACTURER'S RECOMMENDATIONS.


REMOTE ANNUNCIATOR) WITH CONDUCTORS PER 


(1) 3/4" SURFACE MOUNTED CONDUIT (GENERATOR/ATS TO 


(4) 350 KCMIL. AND (1) #4 AWG. GROUND


(1) 3" CONDUIT (MDP TO DAS) WITH


DISCONNECT AND UTILITY CABINET


EXISTING DMV 400 AMP MAIN 


TWO SETS IN PARALLEL OF [(4) 500 KCMIL. AND (1) 2/0 AWG. GROUND]


4" CONDUITS (TRANSFORMER SECONDARIES TO 800A MDS) WITH


     BAS CONDUCTORS PER TRANE'S RECOMMENDATIONS


     CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS AND


(1) 1" SCHEDULE 40 PVC CONDUIT (GENERATOR TO ANNUNCIATOR & GENERATOR TO BAS) WITH


     CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" SCHEDULE 40 PVC CONDUIT (ATS SIGNAL TO GENERATOR) WITH 


    (2) #12 AWG. AND (1) #12 AWG. GROUND (SERVICE RECEPTACLE)


    (2) #12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


    (2) #12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" SCHEDULE 40 PVC CONDUIT (PB-M TO GENERATOR) WITH 


     TWO SETS IN PARALLEL OF [(4) 500 KCMIL. AND (1) 1/0 AWG. GROUND]


(2) 4" SCHEDULE 40 PVC CONDUIT (GENERATOR POWER TO ATS) WITH


INSTALL 5 WAY CONDUIT IN TRENCH:


APPROX. 144 FT.


     WITH PULL STRING


(1) 4" SPARE SCHEDULE 40 PVC CONDUIT (TRANSFORMER TO TRANSFORMER VAULT) 


     (4) 500 KCMIL. AND (1) 1/0 AWG. GROUND


(1) 4" SCHEDULE 40 PVC CONDUIT (TRANSFORMER SECONDARIES TO 400A MDS) WITH


     TWO SETS IN PARALLEL OF [(4) 500 KCMIL. AND (1) 2/0 AWG. GROUND]


(2) 4" SCHEDULE 40 PVC CONDUIT (TRANSFORMER SECONDARIES TO 800A MDS) WITH


INSTALL 4 WAY CONDUIT IN TRENCH:


SEE DETAIL NO. 1 (THIS SHEET)


CONDUCTORS PER TRANE'S RECOMMENDATIONS.


(1) 1" CONDUIT (ATS TO BAS & GENERATOR TO BAS) WITH 


PARALLEL OF [(4) 500 KCMIL. AND (1) 1/0 AWG. GROUND]


(2) 4" CONDUIT (ATS TO MDP) WITH TWO SETS IN 


AA


TO BUILDING


  ADJACENT 


GENERATOR


GENERATOR PER GENERATOR MANUFACTURER'S RECOMMENDATIONS. 


CONTRACTOR SHALL MAKE FINAL BAS CONNECTIONS AT THE ATS AND 


BAS SYSTEM, PROGRAM, AND INTEGRATE THE GEN SET TO THE BAS. THE


CONTRACTOR SHALL HIRE TRANE TO MAKE FINAL CONNECTIONS TO THE 


GEN SET TO THE TRANE EQUIPMENT PER TRANE RECOMMENDATIONS. THE


THE CONTRACTOR SHALL ROUTE CONDUIT AND CONDUCTORS FROM THE


ROUTING OF BAS CONDUCTORS FROM GEN SET TO BAS CONTROLLER


APPROX. 120 FT


[(4) 500 KCMIL. AND (1) 1/0 AWG. GROUND]


(1) 4" CONDUIT (TRANSFORMER SECONDARIES TO 400A MDS) WITH


  CLOSET


JANITOR'S 


APPROX. 51 FT


ROOM


ELEC. 


A


ONE-LINE DIAGRAM


REMOTE ANNUNCIATOR 


" CONDUIT FROM THE ATS TO THE SURFACE MOUNTED ANNUNCIATOR.4
3CABLE IN 


        ROOM AT SPECIFIC LOCATION DIRECTED BY THE ENGINEER. ROUTE ANNUNCIATOR 


THE CONTRACTOR SHALL INSTALL THE REMOTE ANNUNCIATOR IN THE D.O.T. RADIO A


ROUTING OF ANNUNCIATOR CABLE FROM ATS TO RADIO ROOM


   BUILDING


OPERATIONS


      FLEET 


COORDINATE WITH NPU. (TYP.)


SHALL BE REMOVED BY NPU.


THE EXISTING TRANSFORMERS


    SUPERVISOR'S ROOM. CONNECT CONDUIT/CABLE TO EXISTING TMS.


    ROUTE CABLE IN 3/4" CONDUIT BELOW THE DROP CEILING AT THE 


    DOWN CEILING TO THE SUPERVISOR'S ROOM. 


    BUILDING AND ROUTE CONDUIT SURFACE MOUNTED ABOVE DROP 


    IN 3/4" CONDUIT TO THE FLEET OPERATIONS BUILDING. PENETRATE


A   INSTALL TMS CABLE FROM GENERATOR FUEL TANK 


 MANAGERS ROOM


SERVICES SECTION 


    D.O.T. SPECIAL


    WINDOW IN THE ROOM. BOND GROUNDING CONDUCTOR TO WATER MAIN.


    PIPE, WHICH IS LOCATED BEHIND A REMOVABLE ENCLOSED PANEL BY THE 


    MANAGERS ROOM. ROUTE CABLE IN 3/4" CONDUIT TO BUILDING MAIN WATER 


    MDS IN THE ELECTRICAL ROOM TO THE D.O.T. SPECIAL SERVICES SECTION 


A   ROUTE GROUNDING CONDUCTOR IN 3/4" CONDUIT FROM DOT/DAS 800A


GENERATOR CIRCUITS.


ONE-LINE DIAGRAM FOR 


REFER TO DRAWING NO. E-013,


      FOR THE SECONDARY POWER CONDUITS.


INSTALL NEMA 1 JUNCTION BOX 


FOR THE ATS POWER CONDUITS.


INSTALL NEMA 1 JUNCTION BOX 
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300 AMP
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LIGHTING
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400 AMP


SP-1


70 AMP


DPB


80 AMP


LPB-1


175 AMP


LPB-2


175 AMP


EMDP


200 AMP


DAS GARAGE BAY


DAS AUTOMOTIVE BAY
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PP-1
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DAS PARTS STORAGE ROOM


MDP-1


300 AMP


MDP-2


300 AMP
CP-1 EP-1


BP-1


DAS BOILER ROOM


PP-BB


PANEL


ISLAND


FUEL


DAS LOCKER ROOM


 DOT EXTERIOR


DOT ELECTRICAL ROOM
 DOT OLD SERVER ROOM


 DOT BRIDGE SAFETY CLOSET


 DOT TRANSFORMER VAULT


DPA


100 AMP


LPA-2


200 AMP


LPA-1


200 AMP


 DOT SERVER ROOM


1ONE-LINE DIAGRAM


EXISTING CONDITIONS 


SCALE: NTS


GENERATOR ROOM


GENERATOR


SPD


PANEL


CONTROL


GENERATOR


ALARM PANEL


CIRCUIT BREAKER


800A GENERATOR MAIN 


CHARGER


BATTERY


HEATER


BLOCK


PER MANUFACTURER'S RECOMMENDATIONS.


GND. BONDING TO GENERATOR


USING #6 AWG BARE COPPER


ROD AND BOND TO GENERATOR/ENCLOSURE


INSTALL ƒ" X 10' BURIED GROUND


RECEPTACLE


DIESEL GENERATOR ENCLOSURE


FUEL TANK


METER


UTILITY


TRANSFORMER


PB-M


400 AMP


DAS


300 AMP


LIGHTING


EXTERIOR


50 AMP


PB-EM


400 AMP


SP-1


70 AMP


DPB


80 AMP


LPB-1


175 AMP


LPB-2


175 AMP


EMDP


200 AMP


DAS GARAGE BAY


LEFT


PP-1


RIGHT


PP-1


DAS PARTS STORAGE ROOM


MDP-1


300 AMP


MDP-2


300 AMP
CP-1 EP-1


BP-1 PP-BB


PANEL


ISLAND


FUEL


 DOT OLD SERVER ROOM


LPA-2


200 AMP


LPA-1


200 AMP


 DOT SERVER ROOM


 DOT BRIDGE SAFETY CLOSET


DPA


100 AMP


DOT ELECTRICAL ROOM
ANNUNCIATOR


REMOTE


GENERATOR


DOT EXTERIOR


DAS AUTOMOTIVE BAY DAS BOILER ROOM DAS LOCKER ROOM


2


SCALE: NTS


ONE-LINE DIAGRAM


PROPOSED 


RADIO ROOM


230KW/288KVA, 0.8 P.F.


GROUNDING BAR TO THE NEUTRAL BAR.    


CONDUCTOR, IT SHALL BE RELOCATED FROM THE


GREEN TAPE. IF THE CONDUCTOR IS A NEUTRAL 


TERMINATION AND JUNCTION BOX POINTS WITH


CONDUCTOR SHALL BE COLOR CODED AT THE


AND IF IT IS A GROUNDING CONDUCTOR, THE 


IS A GROUNDING OR NEUTRAL CONDUCTOR 


CONTRACTOR SHALL VERIFY WHETHER THIS 


2" CONDUIT TO TOP OF THE PANEL. THE 


AND ROUTED IN WHAT APPEARS TO BE A 


IS CONNECTED TO THE GROUNDING BAR


A CONDUCTOR WITH WHITE INSULATION 


NORWICH


NORWICH
DETAILS


MPW


RR


ENCLOSURE


NEMA 1 


ATS 


3 POLE


800 AMP


170-3369
FACILITIES GENERATOR


DAS SUPERVISORS OFFICE 


CONSOLE


MONITORING


TANK


DRAWING NOTES:


CIRCUIT BREAKERS. 


TO THE NEWLY INSTALLED 


DOUBLE TAPPED CONDUCTORS 


PANEL AND RELOCATE THE 


POSITIONS 3,6, AND 8 OF THE


BREAKERS IN SPARE 


INSTALL THREE 20A CIRCUIT 


ARE DOUBLE TAPPED. 


CIRCUITS #17, 38, AND 42 


THE NEWLY INSTALLED GROUNDING BAR.


CONDUCTORS FROM THE NEUTRAL BAR TO 


AND RELOCATE 6 GROUNDING 


INTERIOR RIGHT SIDE OF THE PANEL


INSTALL A GROUNDING BAR IN THE


(FUEL TANK MONITORING)


CONDUCTORS PER MANUFACTURER IN 3/4" C.


REPLACEMENT
 


E-013


(GENERATOR BLOCK HEATER, BATTERY CHARGER, AND RECEPTACLE)


(6) #12 AWG. AND (3) #12 AWG. GND IN 1" C.


E-013


E-013


DRAWING NO. E-012 FOR CIRCUITRY


REFER TO NORWICH FLOOR PLAN ON


DMV (MDS)


400 AMP


(MDS)


DOT/DAS 


800 AMP


METER


UTILITY


TO DMV BUILDING LOADS


DMV BUILDING


PANEL


EMERGENCY


60 AMP


DMV BUILDING


PANEL


EMERGENCY


60 AMP


DMV (MDS)


400 AMP


METER


UTILITY
DOT/DAS (MDS)


800 AMP


TO DMV BUILDING LOADS


DISC.


FUSED


100 AMP


DISC.


200A


DISC.


200A


EXTERIOR PARKING LOT


DISC.


200A


DISC.


200A


TRANSFORMER VAULT


LUGS FOR SPD DISCONNECT.


APPROPRIATE LOAD SIDE


ATS TO BE PROVIDED WITH 


AND INSTALL 30A FUSING.


WITH THE APPROPRIATE FUSE REDUCERS


INSTALL 100A FUSED DISCONNECT


CODE COMPLIANT.


THE CIRCUIT BREAKER AND/OR THE CONDUCTORS TO BE


SHALL VERIFY THE ELECTRICAL LOAD AND MODIFY/REPLACE


THAT FEEDS #6 AWG CONDUCTORS. THE CONTRACTOR 


THERE IS A 125A, DOUBLE POLE CIRCUIT BREAKER


PIPE GND


MAIN WATER


SECTION MANAGERS ROOM


D.O.T. SPECIAL SERVICES 


COLOR CODING SCHEME FOR 120/208 VOLT SYSTEMS. 


COLOR CODED FOLLOWING THE APPROPRIATE VOLTAGE 


WHITE TAPE. UNGROUNDED CONDUCTORS SHALL ALSO BE


AT THE TERMINATION AND JUNCTION BOX POINTS WITH


CONDUCTOR, THE CONDUCTOR SHALL BE COLOR CODED


GREEN TAPE. IF THE CONDUCTOR IS A NEUTRAL


AT THE TERMINATION AND JUNCTION BOX POINTS WITH 


CONDUCTOR, THE CONDUCTOR SHALL BE COLOR CODED


CONDUCTORS. IF THE CONDUCTOR IS A GROUNDING


THE CONTRACTOR SHALL COLOR CODE ALL THE 


300 AT


300 AF


3P


400 AT


400 AF


3P


400 AT


400 AF


3P


200 AT


200 AF


3P


1


2


3


4


800 AT


800 AF


DAS


SPARE


800A,3-PHASE,208/120V 42KIC


MAIN DISTRIBUTION PANEL


SHALL BE RATED FOR 42KIC


CIRCUIT BREAKERS


PB-M


PB-EM


PER TERMINAL OF THE GROUNDING BAR, AND AN ADDITIONAL GROUNDING BAR. 


ARE DOUBLE TAPPED AND INSTALL ONE GROUNDING CONDUCTOR 


DOUBLE TAPPED. THE CONTRACTOR SHALL SEPARATE CONDUCTORS THAT


LOCATED IN THE INTERIOR OF THE TROUGH BELOW PANEL MDP-2 ARE 


GROUNDING CONDUCTORS CONNECTED TO THE GROUNDING BAR


 AND RELOCATE ONE OF THE CONDUCTORS TO THE NEWLY INSTALLED 20A CIRCUIT BREAKER.


-CIRCUIT #2 IS DOUBLE TAPPED. INSTALL A 20A CIRCUIT BREAKER IN AN AVAILABLE SPACE


-REMOVE THE CONNECTION BETWEEN THE NEUTRAL BAR AND THE PANEL ENCLOSURE.


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING EXTERIOR LIGHTING PANEL:


(STARTING SIGNAL)


CONDUCTORS PER MANUFACTURER IN 3/4" C.


BAS


JANITOR'S ROOM


   


 OR GROUNDING BAR/ENCLOSURE.  


 THE CONDUCTORS, AND ADD THE CONNECTION/CONDUCTORS TO THE APPROPRIATE NEUTRAL 


 THE GROUNDING AND NEUTRAL CONDUCTORS, THE CONTRACTOR SHALL REMOVE THE CONNECTION, REROUTE 


 THAT THE NEUTRAL AND GROUNDING CONDUCTORS ARE ISOLATED. IF A CONNECTION IS MADE BETWEEN 


-THE CONTRACTOR SHALL OPEN THE WIREWAYS, PANEL PB-EM, AND ENSURE 


 THE NEUTRAL AND GROUND BAR/ENCLOSURE IS ONLY PERFORMED IN THE MDS.


-THE CONTRACTOR SHALL ENSURE THAT THE MAIN SYSTEM BONDING JUMPER CONDUCTOR BETWEEN 


-ADD NEUTRAL LUGS/CONNECTIONS KITS AS REQUIRED.


 LOCATED BELOW THE MDS. 


-INSTALL A GROUNDING CONDUCTOR FROM THE GROUND BAR TO THE EXISTING GROUND ROD 


THE FOLLOWING WORK SHALL APPLY TO THE EXISTING MDS:


(MAIN POWER)


2 SETS [(4) 500 KCMIL. AND (1) #1/0 AWG. GND IN 4" C.]


(REMOTE MONITORING & BAS CONDUCTORS)


CONDUCTORS PER MANUFACTURER IN 1" C.


TRANE'S RECOMMENDATIONS.


BAS CONDUCTORS PER


MANUFACTURER IN 3/4" C.


CONDUCTORS PER 


IN 1‚" C.


(4) #4 THHN, (1) #8 GND


IN 3/4" C.


(4) #10 THHN, (1) #10 GND


CIRCUIT BREAKER POSITIONS 15, 21, AND 37.


BATTERY CHARGER CIRCUITS TO THE SPARE


GENERATOR BLOCK HEATER, RECEPTACLE, AND 


THE CONTRACTOR SHALL INSTALL THE 


ADD BONDING JUMPER BEFORE AND AFTER WATER METER.8. 


TO PROPERLY TERMINATE CONDUCTORS.


AND INSTALLING APPROPRIATE LUGS IN EXISTING EQUIPMENT


THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING 7.


INSTALLED CORRECTLY.


AND CONDUIT/CONDUCTORS SERVING THE BASE TANK ARE


ENSURE THAT ALL INTRINSICALLY SAFE WIRING IS MAINTAINED


CERTIFIED INSTALLER. A TMS CERTIFIED INSTALLER SHALL


MONITORING SYSTEM (TMS) SHALL BE DONE BY A TMS


PROGRAMMING AND FINAL CONNECTIONS TO THE TANK 6.


NO. E-011 FOR CONDUIT TYPE AND LOCATIONS.


REFER TO THE NORWICH SITE PLAN ON DRAWING 5.


SHALL BE PER MANUFACTURER'S RECOMMENDATIONS.


CONDUCTORS WITHIN THE GENERATOR ENCLOSURE 4.


EXISTING EQUIPMENT IS SHOWN IN LIGHT FONT.3.


AND SHALL BE APPROPRIATELY IDENTIFIED.


TO THE GENERATOR WEATHERPROOF ENCLOSURE


MANUAL SHUTDOWN LOCATED EXTERNAL


THE CONTRACTOR SHALL PROVIDE 2.


ENCLOSURE SHALL BE MINIMUM ƒ".


ALL CONDUIT WITHIN GENERATOR 1.
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SITE PLAN


ROCKY HILL


ROCKY HILL


EXISTING BUILDING


WEST STREET


FRONT DOOR


KEY


EXISTING UTILITY POLE (TYP.)


PROPERTY LINE


G
(APPROXIMATE LOCATION)


EXISTING GAS METER


2
5
'


480/277 VOLT DIESEL GENERATOR


INSTALL 450KW/562KVA, 3 PHASE,


REPLACEMENT


 


GENERATOR PAD, SEE DETAIL NO.5 ON DRAWING NO. E-017


20'


STAINLESS STEEL ANCHOR BOLTS.


PAD PER MANUFACTURER'S REQUIREMENTS USING


THE GENERATOR SHALL BE FASTENED TO THE 


SEE NOTE NO. 5


DIG WITH CAUTION.


(EXACT LOCATION UNKNOWN)


EXISTING GAS LINE


IN ROOM 105. DIVISION OF MATERIAL TESTING.


GENERATOR REMOTE ANNUNCIATOR


INSTALL SURFACE MOUNTED 


DRAWING NO. E-018.


TO REFLECT DETAIL NO. 3 ON 


INSTALL MAIN GROUND ROD 


WALKWAY


BITUMINOUS DRIVEWAY


    PULL STRING (FOR FUTURE TMS) 


(1) 3/4" SCHEDULE 40 PVC CONDUIT (SPARE) WITH


    TRANE'S RECOMMENDATIONS


    CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS AND BAS CONDUCTORS PER


(1) 1" SCHEDULE 40 PVC CONDUIT (GENERATOR TO ANNUNCIATOR & GENERATOR TO BAS) WITH 


    CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" SCHEDULE 40 PVC CONDUIT (ATS SIGNAL TO GENERATOR) WITH


    (2) #12 AWG. AND (1) #12 AWG. GROUND (RECEPTACLE)


    (2) #12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


    (2) #12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" SCHEDULE 40 PVC CONDUIT (PANEL GEN TO GENERATOR) WITH


    TWO SETS IN PARALLEL OF [(4) 350 KCMIL. AND (1) #1 AWG. GROUND]


(2) 3" SCHEDULE 40 PVC CONDUIT (GENERATOR POWER TO ATS) WITH 


INSTALL 6 WAY CONDUIT IN TRENCH:


SWITCHBOARD ROOM CONFIGURATION AND EQUIPMENT.


SEE DRAWING NO. E-015 FOR CONTINUATION OF CONDUIT,


  PIPE SLEEVE SHALL BE INSTALLED BY OTHERS.


  FUEL TANK OPENING FOR FUTURE IN TANK PROBE. PROBE AND SCHEDULE 40 STEEL 


TERMINATE TMS CONDUIT INSIDE THE GENERATOR ENCLOSURE ADJACENT TO THE6.


  HAND DIG WHERE APPLICABLE AND PROCEED WITH CAUTION.


UTILITIES ARE PRESENT WITHIN THE AREA. THE CONTRACTOR SHALL 5.


INSTALL PVC COATED RGSC SWEEPS ON CONDUITS ENTERING THE BUILDING.4.


  EQUIPMENT INFORMATION AND CONNECTIONS BETWEEN EQUIPMENT.


REFER TO THE ONE-LINE DIAGRAM ON DRAWING NO. E-016 FOR3.


COORDINATE FINAL GENERATOR LOCATION WITH ENGINEER.2.


REFER TO DRAWING NO. E-002 FOR GENERAL NOTES1.


DRAWING NOTES:


RR
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      SIDE OF THE SWITCHGEAR.


12. CONTRACTOR SHALL REPLACE GROUND CONNECTIONS BETWEEN THE ELECTRODE AND THE GROUNDING CONDUCTOR LOCATED ON THE LOAD


      BUS REQUIRED, CONDUCTORS, ETC TO FULFILL THE CONTRACT DOCUMENTS.


11. CONTRACTOR SHALL BE RESPONSIBLE OF FURNISHING AND INSTALLING ANY NECESSARY CONNECTION LUGS, SECTIONS OF SWITCHGEAR


      INSTALLED ABOVE 10 FEET ELEVATION AND ABOVE DROP DOWN CEILING.


10. REFER TO FEEDER SCHEDULE FOR CONDUCTOR SIZING. CONDUIT SHALL BE RGSC UP TO 10 FEET ELEVATION. EMT CONDUIT SHALL BE


9.   INSTALL ONE (1) 1" CONDUIT FROM THE ATS TO THE REMOTE ANNUNCIATOR LOCATED AT THE MAIN ENTRANCE.


8.   INSTALL ONE (1) 1" CONDUIT FROM THE ATS TO THE 30 AMP DISCONNECT AND FROM THE 30 AMP DISCONNECT TO THE SPD. 


      OVERHEAD.


7.   CONTRACTOR SHALL INSTALL THREE (3) 3" CONDUITS FROM THE LOAD SIDE OF THE SWITCHGEAR TO PANEL EPB. ROUTE CONDUITS


6.   CONTRACTOR SHALL REUSE THE EXISTING THREE (3) 3" CONDUITS ROUTED FROM THE ATS TO THE SWITCHGEAR. 


5.   CONTRACTOR SHALL REUSE THE EXISTING TWO (2) 2 1/2" CONDUITS ROUTED FROM THE GENERATOR INTO THE ELECTRICAL ROOM. 


      OVERHEAD.


4.   CONTRACTOR SHALL INSTALL THREE (3) 3" CONDUITS FROM THE LINE SIDE OF THE SWITCHGEAR TO THE ATS. ROUTE CONDUITS


      INSTALL ANY NECESSARY ISOLATION.


3.   CONTRACTOR SHALL DISCONNECT PHASE A, B, AND C BUS BARS BETWEEN THE LINE AND THE LOAD IN THE EXISTING SWITCHGEAR.


      IS PERFORMED. WORK SHALL BE PERFORMED DURING THE WEEKEND WHILE MINIMIZING ELECTRIC OUTAGE. 


2.   CONTRACTOR SHALL CONTACT CL&P A MONTH IN ADVANCE AND COORDINATE THE SHUT DOW OF THE TRANSFORMER WHILE WORK


1.   REPLACE 1200 AMP FUSES WITH 800 AMP FUSES ON THE LINE SIDE OF THE EXISTING SWITCHGEAR . MATCH ITERRUPTING RATING.


CONSTRUCTION NOTES:
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REPLACEMENT


 


PLAN E-014 FOR CONTINUATION


  REFER TO ROCKY HILL SITE 


A BBASEMENT LEVEL


FIRST LEVEL


E-015


1


SCALE: NTS


6
'


3
'


TRANSFORMER


EXISTING 3-PHASE 


 ATS


4-POLE


WITH EXISTING BUILDING FEEDS 


EXISTING CONDUIT TRENCHES


METER


EXISTING UTILITY 


EXISTING METER FEED


APPROXIMATE ROUTING OF


     BOX


JUNCTION


TESTING


MATERIAL 


DIVISION OF 


ROOM 105


E-015


2


SCALE: NTS


ONE-LINE DIAGRAM


BUILDING AUTOMATION SYSTEM 


FILL AND CLOSE TRENCH UP AS NECESSARY.  


OVER TO THE 208/120 VOLT SWITCHBOARD PANEL AND 


ROUTE EXISTING 208/120 VOLT CIRCUITS IN TRENCH


FILL AND CLOSE TRENCH UP AS NECESSARY.  


OVER TO THE 480/277 VOLT SWITCHBOARD PANEL AND 


ROUTE EXISTING 480/277 VOLT CIRCUITS IN TRENCH


SEE DETAIL NO.1 ON THIS SHEET


CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" CONDUIT (ATS TO REMOTE ANNUNCIATOR) WITH


SWITCHBOARD GROUNDING CONDUCTOR


APPROXIMATE LOCATION OF THE EXISTING 


APPROPRIATE C-CHANNELS/SUPPORTS.


DUCT WORK. SUPPORT CONDUIT WITH


ROUTE CONDUIT AROUND OR ABOVE/BELOW


  


S


FLOOR PLAN


APPROX. 38 FT


EXISTING DOOR
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       ROOM
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SWITCHBOARD AS INDICATED


REPLACE EXISTING 


S


WORK BEGINS. COORDINATE WITH THE ENGINEER.


SHALL BE GIVEN 1 MONTH NOTICE BEFORE


STATE FORCES. BUILDING SUPERVISOR


MOVING/RELOCATION OF FURNITURE BY 


GRADE AND INSTALLED WITH A STAINLESS STEEL FACEPLATE.


SWITCHBOARD ROOM. NEW SWITCH SHALL BE COMMERCIAL 


INSTALL NEW LIGHT SWITCH, BOX, AND CONDUCTORS INSIDE


NEMA 1 JUNCTION BOX


INSTALL 6"X6"X4"


THE POWER CIRCUITS


INSTALL NEMA 1 JUNCTION BOX FOR 


SEE ELECTRICAL DWG. NO. E-020


FOR DOOR REPLACEMENT,


PROPOSED DOOR


5
4


3
1


1
2


2


1


1


3


4


APPROX. 76 FT


SWITCHBOARD RM


TRANSFORMER VAULT


    PULL STRING (FOR FUTURE TMS)


(1) 3/4" SCHEDULE 40 PVC CONDUIT (SPARE) WITH


    TRANE'S RECOMMENDATIONS


    CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS AND BAS CONDUCTORS PER


(1) 1" SCHEDULE 40 PVC CONDUIT (GENERATOR TO ANNUNCIATOR & GENERATOR TO BAS) WITH 


    CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" SCHEDULE 40 PVC CONDUIT (ATS SIGNAL TO GENERATOR) WITH


    (2) #12 AWG. AND (1) #12 AWG. GROUND (RECEPTACLE)


    (2) #12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


    (2) #12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" SCHEDULE 40 PVC CONDUIT (PANEL GEN TO GENERATOR) WITH


    TWO SETS IN PARALLEL OF [(4) 350 KCMIL. AND (1) #1 AWG. GROUND]


(2) 3" SCHEDULE 40 PVC CONDUIT (GENERATOR POWER TO ATS) WITH 


INSTALL 6 WAY CONDUIT IN TRENCH:


5


4


3


2


1


BASEMENT STORAGE AREA


4


3


2


1


REMOVE EXISTING LIGHT SWITCH CONTROL FOR SWITCHBOARD ROOM.(1) #8 AWG. GND IN (1) 1•" C. 


(4) #3 AWG. AND 


SEE DETAIL NO. 2 ON THIS SHEET  


CONDUCTORS PER TRANE'S RECOMMENDATIONS.


(1) 1" CONDUIT (ATS TO BAS & GENERATOR TO BAS) WITH


THREE SETS IN PARALLEL OF [(4) 400 KCMIL + (1) 2/0 GND].


(3) 3" CONDUITS (TRANSFORMER SECONDARIES TO SWITCHBOARD MAIN) WITH


CIRCUIT BREAKERS SHALL BE 22 KIC. 


WITH 12 CIRCUIT BREAKERS. THE BRANCH 


INSTALL 100A 120/208V, 3O PANEL


ONE-LINE DIAGRAM


REMOTE ANNUNCIATOR 


A


A


A


TO BUILDING


  ADJACENT 


GENERATOR


GENERATOR PER GENERATOR MANUFACTURER'S RECOMMENDATIONS. 


CONTRACTOR SHALL MAKE FINAL BAS CONNECTIONS AT THE ATS AND 


BAS SYSTEM, PROGRAM, AND INTEGRATE THE GEN SET TO THE BAS. THE


CONTRACTOR SHALL HIRE TRANE TO MAKE FINAL CONNECTIONS TO THE 


GEN SET TO THE TRANE EQUIPMENT PER TRANE RECOMMENDATIONS. THE


THE CONTRACTOR SHALL ROUTE CONDUIT AND CONDUCTORS FROM THE


ROUTING OF BAS CONDUCTORS FROM GEN SET TO BAS CONTROLLER


APPROX. 80 FTAPPROX. 100 FT


       ROOM


SWITCHBOARD


 ROOM


BOILER 


    TRANE'S RECOMMENDATIONS


    CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS AND BAS CONDUCTORS PER


(1) 1" CONDUIT (GENERATOR TO ANNUNCIATOR & GENERATOR TO BAS) WITH 


    CONDUCTORS PER MANUFACTURER'S RECOMMENDATIONS


(1) 3/4" CONDUIT (ATS SIGNAL TO GENERATOR) WITH


    (2) #12 AWG. AND (1) #12 AWG. GROUND (RECEPTACLE)


    (2) #12 AWG. AND (1) #12 AWG. GROUND (BLOCK HEATER)


    (2) #12 AWG. AND (1) #12 AWG. GROUND (BATTERY CHARGER)


(1) 1" CONDUIT (PANEL GEN TO GENERATOR) WITH


    TWO SETS IN PARALLEL OF [(4) 350 KCMIL. AND (1) #1 AWG. GROUND]


(2) 3" CONDUIT (GENERATOR POWER TO ATS) WITH 


INSTALL 5 WAY SURFACE MOUNTED CONDUITS:


MOUNTED ANNUNCIATOR.


CABLE  IN 3/4" CONDUIT TO  FROM THE 6"X6"X4" JUNCTION BOX TO SURFACE


SPECIFIC LOCATION DIRECTED BY THE ENGINEER. INSTALL ANNUNCIATOR  


105 DIVISION OF MATERIAL TESTING  ON THE FIRST FLOOR AT 


THE CONTRACTOR SHALL INSTALL THE REMOTE ANNUNCIATOR IN ROOM B


    


CONNECTION POINT IN THE BASEMENT.


SWITCHBOARD ROOM TO THE ANNUNCIATOR VIA JUNCTION BOX 


INSTALL ANNUNCIATOR CABLE IN 3/4" CONDUIT FROM ATS IN THE A


ROUTING OF ANNUNCIATOR CABLE FROM ATS TO ANNUNCIATOR


  APPROVED BY THE ENGINEER.


  WALL/CEILING USING COMPATIBLE MATERIALS AND ACCEPTABLE MEANS AND METHODS


  TO MATCH THE EXISTING WALL/CEILING. THE CONTRACTOR SHALL MATCH EXISTING


  EXISTING PENETRATIONS FOR EXHAUST AND INTAKE SHALL BE REPAIRED AND SEALED 


  EXISTING GENERATOR AND ATS ARE LOCATED IN THE BOILER ROOM IN THE BASEMENT.


  EXISTING GENERATOR ALONG WITH ITS ASSOCIATED COMPONENTS/CONDUCTORS.


4. THE CONTRACTOR SHALL SALVAGE THE EXISTING ATS AND REMOVE THE 


  NO. 260573.16.


  SETTINGS PER COORDINATION STUDY. REFER TO SPECIFICATION 


3. THE CONTRACTOR SHALL ADJUST CIRCUIT BREAKER TRIP


  SHALL MATCH CONDUCTORS IN KIND.


  BE REQUIRED. THE CONTRACTOR SHALL USE LISTED SPLICING KITS AND


  TO THE NEW CIRCUIT BREAKERS. SOME SPLICING OF CONDUCTORS MAY


2. THE CONTRACTOR SHALL BE RESPONSIBLE FOR EXTENDING CIRCUITRY


  NEEDED.


  CONDUIT TRENCHES. THE TRENCHES SHALL BE FILLED OR EXPANDED AS 


  THE NEW SWITCHBOARD EQUIPMENT TO ALIGN WITH THE EXISTING 


1. THE CONTRACTOR SHALL BE RESPONSIBLE FOR POSITIONING


DRAWING NOTES:


RR
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AMMETER/
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900 AMP


TRANSFORMER


DRY-TYPE
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SWITCHBOARD


DISTRIBUTION


208/120V


ROCKY HILL
DETAILS


170-3369RR ROCKY HILL
FACILITIES GENERATOR


MPW


PANEL


CONTROL


GENERATOR


ALARM PANEL


CIRCUIT BREAKER


600A GENERATOR MAIN 


ANNUNCIATOR


REMOTE


GENERATOR


E-016


2


SCALE: NTS


ONE-LINE DIAGRAM


PROPOSED 


EXTERIOR


ELECTRICAL ROOM


TRANSFORMER


UTILITY


METER


UTILITY


INSTALL 450KW/563KVA, 0.8 P.F.


CHARGER


BATTERY


HEATER


BLOCK


RECEPTACLE


 1000A MAIN


  SECTION


DISTRIBUTION


  480/277V


(STARTING SIGNAL)


CONDUCTORS PER MANUFACTURER IN 3/4" C.


  COMPARTMENT


  UTILITY


DRAWING NOTES:


BAS


  SECTION


DISTRIBUTION


  208/120V


MATERIAL TESTING


DIVISION OF 


ROOM 105 


CENTER


CONTROL


MOTOR


BASEMENT HALLWAY


FUEL TANK


DIESEL GENERATOR ENCLOSURE


  ATS


 4-POLE


REPLACEMENT
 


BOILER ROOM


(GENERATOR BLOCK HEATER, BATTERY CHARGER, AND RECEPTACLE)


(6) #12 AWG. AND (3) #12 AWG. GND IN 1" C.


UTILITY METER


EXISTING FEED TO


E-016


E-016


LOADS


TO 480/277V


LOADS


TO 208/120V


TRANSFORMER VAULT


SPD


L
O


A
D


S


T
O
 


4
8
0
/
2
7
7
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D
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2
0
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/
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V


SWITCHBOARD DETAILS.


SEE DRAWING NO. E-015 FOR 


DIGITAL DISPLAY


PER MANUFACTURERS RECOMMENDATIONS.


BOND TO GENERATOR ENCLOSURE


MANUFACTURING REQUIREMENTS.


INCLUDE BONDING JUMPER PER


SEPARATELY DERIVED SYSTEM.


OR CT'S/PT'S AS REQUIRED BY THE UTILITY.


BE RESPONSIBLE FOR REPLACING METER FEED AND


CT'S/PT'S WITH EVERSOURCE. CONTRACTOR SHALL


COORDINATE THE RECONNECTION OF THE METER


2000A MAIN


208/120V


   TRANSFORMER


   DRY TYPE


   750 KVA


 208/120V


480/277V TO


480/277V


(EG. WATER PIPE, GROUND RODS)


ENTRANCE GROUNDING MEANS


RECONNECT EXISTING SERVICE


BREAKERS IN EMPTY SPACES.


RECEPTACLE. INSTALL SPARE 20A CIRCUIT


BLOCK HEATER, BATTERY CHARGER, AND 


LABEL AS PANEL GEN FOR GENERATOR 


INSTALL A NEW 100A PANELBOARD 


ADD BONDING JUMPER BEFORE AND AFTER WATER METER.7.


6.   REFER TO DRAWING NOTES ON DRAWING NO. E-015 FOR REFEEDING/EXTENDING CIRCUITRY. 


REFER TO THE ROCKY HILL SITE PLAN ON DRAWING NO. E-014 FOR CONDUIT TYPE AND LOCATIONS.5.


CONDUCTORS WITHIN THE GENERATOR ENCLOSURE SHALL BE PER MANUFACTURER'S RECOMMENDATIONS.4.


EXISTING EQUIPMENT IS SHOWN IN LIGHT FONT.3.


GENERATOR WEATHERPROOF ENCLOSURE AND SHALL BE APPROPRIATELY IDENTIFIED.


THE CONTRACTOR SHALL PROVIDE MANUAL SHUTDOWN LOCATED EXTERNAL TO THE 2.


ALL CONDUIT WITHIN GENERATOR ENCLOSURE SHALL BE MINIMUM ƒ".1.


480/277V


THREE SETS IN PARALLEL OF [(4) 400 KCMIL + (1) 2/0 GND].


(3) 3" CONDUITS (TRANSFORMER SECONDARIES TO SWITCHBOARD MAIN) WITH


(MAIN POWER)


TWO SETS OF [(4) 350 KCMIL AND (1) #1 AWG. GND IN 3" C.]


(4) #3 AWG. AND + (1) #8 AWG. GND IN 1•" C. 


PANEL "GEN"


100A


3P,12CKT


208/120V


CONDUCTORS PER TRANE'S RECOMMENDATIONS.


(1) 1" CONDUIT (ATS TO BAS & GENERATOR TO BAS) WITH 


(REMOTE MONITORING & BAS CONDUCTORS)


CONDUCTORS PER MANUFACTURER IN 1" C.


MANUFACTURER IN ƒ" C.


CONDUCTORS PER 


BAS CONDUCTORS PER TRANE'S RECOMMENDATIONS


DETAIL NO.3 ON DRAWING NO. E-018.


INSTALL MAIN GROUND TO REFLECT
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GENERATOR SIZE 50KW/63KVA


PHASE 3


ENCLOSURE


ATS ENCLOSURE


FUEL TYPE


SPD CATALOG#


SIZE/CATALOG #


SPD DISCONNECT 


3


NEW HAVEN


1


EAST GRANBY


SOUNDSOUND


3


SOUND


3


SOUND


60KW/60KVA


1000A 277/480V800A 120/208V225A 277/480V1200A 120/208V600A 120/240VSERVICE SIZE/VOLTAGE


ATS RATING*


TANK SIZE NONE


NATURAL GAS


275KW/344KVA


DIESEL DIESEL


NORTH STONINGTON NORWICH ROCKY HILL


230KW/288KVA


DIESEL


450KW/563KVA


ANNUNCIATOR


NEMA 1NEMA 1 NEMA 1 NEMA 1NEMA 1


600A 2 POLE 225A 3 POLE 800A 3 POLE


1470 GALLON 340 GALLON 956 GALLONS


240S 2 K


EATON: PSPD160 


480Y 2 K


EATON: PSPD160 


SWITCHBOARD


INTEGRAL TO 


208Y 2 K


EATON: PSPD160 


SWITCHBOARD


INTEGRAL TO 


SWITCHBOARD


INTEGRAL TO 


YES YES YES YESYES


SOUND
+


EQUIPMENT SCHEDULE


+


1
•


"


FINISHED GRADE


6" 6"


6
"


1
'-
0
"


2
"


1
1


4-#5


4-#5


(TYP. AT CORNERS)


24" LAP AT TOP AND BOTTOM BARS


4-#5 BARS


4-#5


6" GRANULAR FILL (TYP.)


(TYP.)


1" x 1" CHAMFER


N.T.S.


(TYP.)


#3 @ 12" O.C.


CLOSED TIES


SEE DRAWING NOTES


FOR PLAN DIMENSION 


NON-RAISED GENERATOR PAD PLAN


NON-RAISED GENERATOR PAD SECTION


3" COVER (TYP.)


2


E-017


IN SLAB-ON-GRADE


WWM 4 X 4 W4.0/4.0 


3


* GENERATOR PAD SIZE REFLECTS THE SIZE OF THE GENERATOR TANK


GENERATOR LAYOUT


STANDARD ENCLOSURE 


N.T.S.


5


E-017


GENERATOR PAD/ENCLOSURE SCHEDULE 4


E-017


E-017


GENERATOR SIZE 50KW/63KVA60KW/60KVA 275KW/344KVA 230KW/288KVA 450KW/563KVA


STANDARD ENCLOSURE


GENERATOR ENCLOSURE 


GENERATOR PAD 


83"L x 40"W x 72"H


EAST GRANBY NEW HAVEN NORTH STONINGTON NORWICH ROCKY HILLTOWN


222"L x 82"W x 92"H


221"L x 106"W x 18"H 142"L x 93"W x 18"H


86"L x 40"W x 72"H 108"L x 40"W x 74"H


179"L x 95"W x 18"H


MPW


ELECTRICAL DETAILS 1


170-3369RR VARIOUS


 
E-017


N.T.S.


DIESEL


1200A 3 POLE


BLOCK HEATER YES YES YES YES YES


1


E-017


107"L x 64"W x 18"H


* * * *


1700 GALLONS


246"L x 106"W x 18"H


188"L x 82"W x 92"H


FACILITIES GENERATOR
REPLACEMENT


* THE CONTRACTOR MAY USE 3 POLE ATS FOR THE 600 AMP 2 POLE ATS SHOWN ABOVE.


SQUARE D (H361N)


30A


GE (TH3222)


60A


GE (TH4323)


100A


TESTING FOR THE CONCRETE PAD.


NO. 0601365A. REFER TO SPECIAL PROVISION NO. 0601365A FOR MATERIAL AND 


A615 GRADE 60. CONCRETE PAD AND TESTING SHALL BE PAID FOR UNDER ITEM 


2. CONCRETE SHALL BE CLASS F. REBAR REINFORCING SHALL BE EPOXY-COATED ASTM 


DETERMINED TO BE LARGER.


ADDITIONAL COST IF THE DIMENSION SHOWN FOR BOTH THE PAD/ ENCLOSURE IS 


CONSULT WITH THE MANUFACTURER FOR FINAL DIMENSIONS. THERE SHALL BE NO 


BELOW FOR GENERATOR PAD DIMENSIONS BASED ON THE BASIS OF DESIGN. 


RECOMMENDATIONS.  REFER TO THE GENERATOR PAD/ENCLOSURE SCHEDULE TABLE 


1.  DIMENSIONS FOR GENERATOR PAD/ENCLOSURE SHALL FOLLOW MANUFACTURER'S


CONCRETE PAD NOTES:


N/A


N/A


CONTROL PANEL
SPECIFICATIONS.


PER MANUFACTURER 


COMPONENT LAYOUT 


 


 


1'-0"1
'-
0
"


GENERATORBATTERY CHARGER


GENERATOR


BLOCK HEATER


GENERATOR


RECEPTACLE


GENERATOR


USING STAINLESS STEEL ANCHOR BOLTS.


THE PAD PER MANUFACTURER'S REQUIREMENTS 


THE GENERATOR SHALL BE FASTENED TO


GENERATOR ENCLOSURE/ GENERATOR TANK


LOCATION OF GENERATOR PAD.


SEE DRAWING SITE PLANS FOR EXACT 


INFORMATION. 


SEE CONCRETE PAD DETAILS FOR FURTHER 


SHUT-DOWN


MANUAL 


GENERATOR 


  FOR ENCLOSURE DECIBEL LEVEL REQUIREMENTS.


  INDICATES MORE STRINGENT SOUND ATTENUATION. SEE SPECIFICATION NO. 263213, SECTION 1.5 (LETTER M - NOISE EMISSION) 
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STONES


FILL FREE OF LARGE 


WELL COMPACTED 


1
0
"


12" 12"TRENCH WIDTH


MARKER TAPE


1-1/2" APART (TYP.)


SPACE APPROX.


FINISH GRADE


2


E-018


4


E-018


VARIOUS


E-018


RR


MPW
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SOIL


M
I
N
.


1
2
"


1
0
'-
0
"


MIN. 6' APART


GROUND ROD


COPPER CLAD


ƒ" x 10'


NOT TO SCALE


GRADE LEVEL


FINISHED 


EXOTHERMIC WELD


OF CONDUIT


DUCT SEAL END 


CONDUIT SLEEVE


1" RIGID METAL


BE ON TOP ROW


SPARE CONDUITS SHALL 


SITE PLAN. 


INDICATED ON ELECTRICAL 


NUMBER OF CONDUITS AS 


CONDUIT (TYP.) SIZE, TYPE AND 


3


E-018


GROUNDING ELECTRODE DETAIL


CONDUCTOR 


GROUNDING ELECTRODE 


1 #4 AWG COPPER 


CONDUITS


ABOVE AND BELOW


2" TAMPED SAND 


DISCONNECT SWITCH


CONTINUES TO MAIN 


 


WALL


(TYP.)


SLEEVE


CONDUIT


CONDUIT


PENETRATION


CORE DRILL


MORTAR OR GROUT


DETAIL


PENETRATION 


WALLS.


SHALL BE USED FOR EXTERIOR


MECHANICAL SEAL SYSTEM


FOR FIRE RATED WALLS (TYP.)


USE FIRE STOP MATERIALS


SILICON SEALANT/FOAM OR SEAL SYSTEM.


     


SEAL PENETRATION


BUILDING WALL


INTERIOR


CONDUITS ADAPTER


PVC TO STEEL


18"


24"


FINISHED GRADE


EXTERIOR


NOT TO SCALE


1


E-018


STUB-UP DETAIL


TYPICAL CONDUIT


DOCUMENTS


IN THE CONTRACT 


CONDUIT AS INDICATED


PVC CONDUIT OR


FACILITIES GENERATOR 


REPLACEMENT


CONDUIT IN TRENCH


10" SUBBASE


6"


6" PROCESSED AGGREGATE BASE


2" HMA S0.375


TACK COAT


2" HMA S0.375


5


E-018


BITUMINOUS CONCRETE PAVEMENT - FACILITY - FULL DEPTH


PAVEMENT RECONSTRUCTION. 


REFER TO DETAIL NO. 5 ON THIS SHEET FOR


GRASS REPLANTED TO MATCH AREA INSTALLED.


CONCRETE, ASPHALT OR GRASS.


(MATCH EXISTING)


  SLOPE VARIES


TURF ESTABLISHMENT


JUNCTION BOX/CONDUIT BODY


WEATHERPROOF


RGSC CONDUIT


PVC COATED/


"LB" CONDUIT/JUNCTION BOX


MATERIAL SHALL BE APPLIED TO BOTH SIDES OF FIRE RATED WALL PENETRATION.


RESISTANCE RATED WALLS IN ACCORDANCE WITH SPECIFICATION NO. 260544. FIRE STOP


FIRE STOP AROUND ALL ELECTRICAL CONDUIT PENETRATIONS THROUGH FIRE 


PATCH AROUND ALL ELECTRICAL CONDUIT PENETRATIONS THROUGH WALLS. INSTALL 4.


BORED CYLINDER.


ALL CONDUIT SLEEVES PENETRATIONS THROUGH FOUNDATION WALLS SHALL BE INSTALLED USING A 3.


OF OTHER UTILITY LINE (GAS LINES, FUEL LINES, ETC.)


THE CONTRACTOR SHALL PROVIDE A 12" MINIMUM SEPARATION BETWEEN ELECTRICAL LINES AND CROSSINGS 2.


THE CONTRACTOR SHALL PROVIDE ASPHALTIC TYPE ELECTRICAL COATING FOR ALL EXOTHERMIC WELDS.1.


NOTES:


NOT TO SCALE


NOT TO SCALE


NOT TO SCALE
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     NOT TO SCALE


     NOT TO SCALE
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3. 


 


2. 


 


 


1. 


WIRE FENCING


FILTER FABRIC


BACKFILL


COMPACTED


FLOW


POST


100


DEPTH


12" MIN.


POTENTIAL SILT SOURCE


F
L


O
W


F
L


O
W


TWO 2" X 2" X 3' STAKES


ANCHOR EACH BALE WITH


F
L


O
W


HAY BALES


FLOW


FLOW


INLET GRATE


F
L


O
W


EXISTING GROUND


POST (TYP.)


DETAIL


PLAN VIEW


ELEVATION VIEW


FILTER FABRIC SYSTEM FOR SEDIMENTATION CONTROL ON SLOPES


HAY BALE INSTALLATION AT CATCH BASIN


   EXCAVATED SOIL.


4.  BACKFILL THE TRENCH AND COMPACT THE


   AS SHOWN.


   AND EXTEND THE FABRIC INTO THE TRENCH


3.  ATTACH FILTER FABRIC TO THE WIRE FENCING


2.  STAPLE THE WIRE MESH FENCING TO POSTS.


   TRENCH ON UPSLOPE OF POST LINE


1.  SET POSTS AS SHOWN AND EXCAVATE A 6" X 6"


3
"
 
M
I
N
.


3
'


3
.
5
'


6
.
5
'


8"


8"


FINISHED GRADE


POURED CONCRETE


WITH CONCRETE


PIPE TO BE FILLED


2. TRIM BOLLARD COVER TO FIT.


   YELLOW POLYETHYLENE COVER.


1. BOLLARDS SHALL BE COVERED WITH ‚"


NOTES:


STEEL PIPE SCHEDULE 80


8.625" O.D. GALVANIZED


     NOT TO SCALE


BOLLARD


CIVIL DETAILS 


DIRECTED BY THE ENGINEER.


TO BE PERFORMED FOR THE PROJECT OR AS 


THAT ARE IMPACTED BY ANY WORK THAT HAS 


LOCATED WITHIN THE PROJECT LIMITS OR 


1. PROVIDE HAY BALES AT ALL CATCH BASIN 


GENERAL NOTE:


 


1


E-019


2


E-019


3


E-019


FACILITIES GENERATOR


REPLACEMENT
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FACILITIES
GENERATOR REPLACEMENT


ROCKY HILL


E-020
SLM


170-3369AEM


DOOR REPLACEMENT


NOTES


3. DOOR HARDWARE SHALL BE INSTALLED AS SPECIFIED.


AND SECURELY FASTENED IN PLACE.


2. INSTALL HOLLOW METAL WORK PLUMB, RIGID, PROPERLY ALIGNED, 


CONDITIONS.


1. CONTRACTOR SHALL VERIFY IN THE FIELD ALL DIMENSIONS AND 
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INSTALL NEW AS SHOWN.


AND ANCHORING DEVICES FROM CMU.


REMOVE EXISTING DOORS, JAMBS, HEAD 


2" DOOR JAMB


HOLLOW METAL DOOR
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JAMB DETAIL 1
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SEALANT BOTH SIDES


JAMB ANCHOR (3 PER JAMB)
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EXISTING CMU WALL
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HEADER DETAIL
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HOLLOW METAL DOOR


WITH MORTAR


2" DOOR HEAD FILLED


INACTIVE DOOR.


FLUSH BOLT FOR 


TO RECEIVE TOP 


PREPARE DOOR HEAD 
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SWITCHBOARD ROOM EXTERIOR ELEVATION
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2" JAMBS AND 2" HEADER


OF BOTH DOORS


LOUVERS AT TOP AND BOTTOM 
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PAINT TO MATCH EXISTING WALL.


GROUT INFILL. 


FOR NEW SWITCH LOCATION.


ROOM. SEE DRAWING NO. E-015 


INSIDE OF SWITCHBOARD 


NEW SWITCH SHALL BE INSTALLED 


LIGHT SWITCH SHALL BE REMOVED. 


PAINT TO MATCH EXISTING WALL.


GROUT INFILL OPPOSITE SIDE.


FOR NEW SWITCH LOCATION. 


ROOM. SEE DRAWING E-015 


SWITCH INSIDE SWITCHBOARD 


CORE OPENING FOR NEW LIGHT 
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